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1.0 PURPOSE, PROCEDURES AND CRITERIA

1.1 Purpose

A. This Utilities Technical Study (UTS) report has been

prepared under Contract No. N62474-C-86-0969 dated May 8,
1987. In general, the purpose of the study is to prepare

engineering investigations and planning analyses, cost
estimates and reports to provide a Master Utility Plan

(MUD) for full mission support capability to the year 1992.

The master plan projects which provide the full mission

support capability are in accordance with Naval Station
Treasure Island, Hunters Point Annex (HPA) Master Plan

dated November 4, 1987 supplied by WESDIV Code 20 Planning

Division. Capital improvement projects identified in the
Master Plan do not extend beyond FY1992.

Volume VI engineering analyses were performed for the Storm

Sewerage System. The scope of the analyses includes storm

sewers and associated runoff areas. The scope of work

excludes all future housing areas, all dry docks and some
piers.

i. 2 Procedures

A. The following procedures were utilized in the preparation

of the Master Utility Plan:

I. Research of historical and as-built data on utility
systems including maintenance records, inspection

reports and review data.

2. Field investigation.

3. Video scanning to determine existing conditions in
sanitary sewers. Physical observation of sanitary

sewers to determine their conditions. Findings and

conclusions from this survey were applied by
association to storm sewers.

4. Use of 2-feet interval contour maps for determining
drainage characteristics of runoff areas.

5. Analysis of and calculations on existing drainage
systems.

6. Preparation of runoffs by the rational formula approach
for various storm frequency conditions.

7. Preparation of proposed utility development plan

projects.

i-i



.

8. Analysis and calculations on proposed utility system

modifications.

9. The following drawings were prepared to illustrate

existing and proposed future storm sewer conditions at
the Annex :

a) SD-I & SD-2: Storm Drain System, 1987 Existing
Condi tions

b) SD-II & SD-12: 1987 Existing Conditions - Network

Analysis Diagram

c) SD-3 & SD,4: Storm Drain System, Future Conditions

d) SD-13 & SD-14: Future Conditions, Network Analysis
Di ag ram

In each case the double digit-numbered drawings are an

auxiliary companion set to illustrate computational
features used in the analysis of existing and proposed

physical configurations of the storm sewer system.

i0. Preparation of D1391' s cost estimate and UDP site
plans.

ii. Draft report.

12. Final report.

B. Procedures for Conducting Survey

Methodology employed in conducting the study of the Base

storm sewer system included a detailed examination of the

plans on record maintained by the Station's Public Works
Department. Not all modifications to the storm sewer

systems over the years were on record, and some of the
details had to be provided by the Public Works Department

personnel. However, this information was supplemented by

field investigations and surveys to verify some of the

changes and to fill in the gaps.

Some features originally incorporated in the design plans

were never installed: on the other hand many additional

sewer modifications have been made since the original

installation. The sewer characteristics used in hydraulic
computations were taken from maps on record, supplemented
with field information, whenever necessary.
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1.3 Evaluation Criteria

A. The key design manuals and codes used in the process of
making analyses, identifying deficiencies and evaluating

the adequacy of the storm sewer system included the
following :

i. NAVFAC DM 5.02 - Civil Engineering, Hydrology &

Hydraulics

2. NAVFAC DM 5.03 - Civil Engineering, Drainage Systems

3. NAVFAC DM 5.8 - Civil Engineering, Pollution Control

Systems
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2.0 EXISTING SYSTEM

2.1 Description
\

Within the confines of the mean high tide shore line (El.

106.00), the Hunters Point Annex occupies approximately 470

acres of dry land. About 430 acres of this land, plus or
minus 90% of the Base, is drained by the existing storm

sewerage system. This includes the totality of land

currently associated with the mission of the annex. Not

covered by storm sewers are sections of undeveloped
shoreland, certain pier areas, the trailer parking lot at

the foot of Donahue Street, and generally such areas where
minor temporary flooding is tolerable within the extent of

normal annex operations. The existing storm sewer system is

illustrated in Drawings SD-I & SD-2.

The Hunter's Point Annex is situated on land sloping

towards San Francisco Bay. The storm sewers drain by
gravity into the Bay. Topographically, the annex can be

considered sitting on two planes, the Main Annex lower

plane and the Housing Area upper plane. Elevations

throughout the lower plane generally range from highs of

about El. 123 to lows in the vicinity of El. 107, the best

working average elevation being El. 113. Elevations in the
upper plane range from highs around El. 283 to lows of El.

203 along the rim of the sharp slope connecting the planes

and then down to El. 123 along the toeline. A substantial
portion of the lower plane has been recovered from the Bay

through massive filling projects during the development
stages of the Annex. Other areas, on the north side of the

lower annex have been developed by cutting into the housing

area hillside creating the sharp slopes connecting both
planes. The background of these man-made soil movements in

the evolution of the annex helps to explain the soil

subsidence problems in portions of the Main Annex alluded

to later in this section. Site topography is best
illustrated on the contoured maps on Drawings SD-I & SD-2.

Elevations on the map are expressed in National Geodetic
Vertical Datum (NGVD). To convert NGVD to mean sea level

elevations, the reader must add 103.1 to any NGVD
elevation, thus El. 8.0 NGVD would be El. Iii.i mean sea
level.

The existing storm sewerage system is the result of an
evolutionary process starting with the development of the

annex in the 1940's. The system evidently grew in sections

as dictated by the needs of the moment. This would explain

the emergence of the ten independent drainage systems and
the many minor drain systems in shoreline and pier areas

which make up the existing overall drainage system. The

existing ten drainage systems under scope in this study
have been designated in alphabetical order from "A" to "J".

Their boundaries and characteristics are shown respectively

on Drawings SD-II and SD-12 and in Table 6.1 in Appendix A.
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Also shown on the drawings are the other minor drain

systems around the shoreline periphery of the Base. As
\ stated, the attention of this study centers on the ten

major area systems, as all others are inconsequential

within the scope of this study. Except for portions of one
area, all others are Main Annex areas. About one half of

Area "B" is the Housing Area, the other half lies in the

Main Annex. As may be seen, not all contributory drainage

areas are totally within the legal bounds of the Annex.

Some natural drainage from City streets flows into the

annex, most notably in the westerly portion of the housing

area, along Innes Street by the Main Gate and north of Navy
Road, beyond the western boundary of the annex.

2.2 Existing Conditions

A. General

The existing storm sewer system was originally designed and

built as a combined storm and sanitary sewage collection
system. This important consideration, along with some

others, will weigh heavily in the evaluation of every
aspect of the system. The sewer materials are vitrified

clay and concrete. Their sizes range from 8 to 72 inches

in diameter. Most of the system appears to have been built

in the 1942-1946 period. A precise historical background
on the system's growth and gradual development is
unavailable.

In 1958, as part of a major upgrading program of sewerage

facilities at the Hunters Point Annex, and prompted by the

then current Federal Pollution Control Act, partial
segregation of the combined system into separate storm and

sanitary systems began. The separation of the systems took

place mostly in the industrial areas, and in the southwest
area of the Hunters Point Annex, essentially Drainage Areas

C, D, E, F, G, H, I and J. Segregated sanitary sewage

ended up in the newly built main pumping station on Spear
Avenue. Existing outfalls, numbering about 40, remained

intact, 28 being now exclusively storm sewer outlets while
the other 12 meanwhile, remained as combined outfalls.

In 1973, a major storm sewage separation project was

undertaken which shaped the existing storm sewerage system
into its current configuration. Construction of the

project was completed in 1975. Drawings SD-I & SD-2
highlight the 1975 additions. Most of the activity of this

project took place in Areas "A" and "B". Most of the trunk

sewers in area "A" along "K", "R" and "I" Streets and Crisp
Avenue, the 72-inch outfall, and indeed, those in the
entire system "A", are the result of that project.
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In 1976, a follow on project, P262, achieved further

separation of sanitary and storm sewers, concentrating

mostly on Area "B". Since then no other modifications to
the system have occurred. At this stage, storm and

sanitary sewer systems were considered fully separated.

Combined sewer systems are normally harsh on their

components. The Hunters Point Annex is no exception. In
addition, age and soil subsidence have also taken their

toll. The physical deficiencies of the system encountered

during the course of this study are those generally

expected in connection with aging sewer systems exposed to
poor maintenance, hydraulic abuse and subsiding soil

conditions. These include corroded pipe and manhole walls,

leaky and broken joints and pipes, and improperly

disconnected pre-1976 flow diversion structures. Also

found were flow path obstructions in the form of overflow

weirs and frozen flap valves in disconnected pre-1976 flow
diversion structures, and protruding pipe stubs in manhole

inverts, products of poor construction practice. In

general, however, the storm drainage system appears to have
been performing an adequate function as long as it operated

inside the narrow limits of its design storm capacity.

Problems would occur when this capacity would occasionally
be exceeded by larger storms. There is no doubt that

frequent capacity excesses have contributed to the
premature aging of the system.

Soil subsidence and tidal flooding are non-design related
system deficiencies which were also observed in our study.

These two negative phenomena seem to feed on each other in

specific low lying areas of the annex. In general minor

tidal flooding in selected areas of the annex will occur
when tides exceed the mean higher high tide elevation of

106.9 as the outfalls are ungated. Localized tidal
flooding occurs rather frequently, sometimes more than once
a day. This problem may have both dry and wet-weather

variations. During a dry-weather day the site areas

affected would be merely those of subtidal elevations, the
area around the abandoned Gas Station at "I" and Manseau

Streets being a good example. During wet-weather days,

however, the problem compounds and extends to somewhat
higher areas. High tides will have a backwater effect on

flows in a sewer and will force the hydraulic gradient to

rise above ground elevations with consequent flooding of
the areas involved. These particular problems, while

recurrent and bothersome, are not serious enough in
themselves, however, to demand modifications of the system.

The ultimate solution lies in raising subtidal grounds as

part of the work to be done in the redevelopment phase of
the Hunters Point Annex.
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B. Environmental Aspects

\ The emphasis of this utility study, according to contract
scope, is on hydraulic adequacy. Environmental adequacy of

the storm sewerage system is addressed in a cursory manner
only. With some exceptions, the system appears to be
environmentally sound. The major upgrading steps to
environmental soundness were taken in 1973 and 1976 when

the sewer segregation projects, alluded to before, were
implemented. Because there are still some live

interconnections between both the storm and sanitary
systems, these tend to interact from time to time with

likely detrimental impact on the environment.

We have found indications of sanitary and industrial

pollution throughout the storm sewer system. Sanitary

pollution is believed to be minor and appears to be the
exclusive result of leaks from the sanitary sewer system

through infiltration and/or poorly disconnected pre-1976
flow diversion structures. We have found direct

connections between both systems in at least two locations.

In addition, the Phase 1 UTS Study documented one other

direct connection. Industrial pollution, while not massive,

does nevertheless occur in various parts of the system.

For example, oil pollution appears to exist, the sources

most likely being surface runoff of warehouse floor
cleaning operations, and perhaps direct discharges into
either sewers or manholes. As stated before, storm water

quality investigation, and the whole matter of

environmental soundness of the storm sewerage system, was

not dealt with in any degree of specificity in this study.
It has become apparent however from our observations in the

field that some problems exist. Live interconnections with
the sanitary sewer system have been addressed in the

Sanitary Sewerage System Section. Industrial pollution

concerns should be addressed by others.

C. Physical Condition

The existing storm sewer collection system condition

varies from good to very poor. The following information
was derived from field observations, discussions with Base

personnel, review of existing documents and review and

analysis of the gathered information. There are several key
factors affecting the physical condition of the storm sewer

collection system at the Hunters Point Annex. They are:

I. The age of the system.

2. The fact that most of the collection system has been

built on apparently non-engineered fill and subject to
differential settlement.

2-5



3. The fact that the existing storm sewer system at one

, time was a combined sanitary and storm system, subject
therefore to very harsh treatment for many years.

4. The system has not been properly maintained and cleaned
on a regular basis.

The overall condition of the existing storm sewer system
built before 1958 can be described as poor. The storm

sewers built as part of the 1973 project are in better
condition but they appear to be limited in the storm water

carrying capacity by several flow obstructing physical

features observed during the field investigation. From the

data observed during the video scanning of the sanitary
sewers it can be assumed by association that broken joints,

sags and debris exist in the storm sewer collection system

as well. In the collection system there are many
infiltration points, damaged manholes and construction

deficiencies. The most significant finding from a

functional point of view was that all the diversion
structures observed have tide gates that are frozen in such

a way that only a small amount of flow gets by. During
heavy flows the water must go over an overflow weir on the
barrier wall which supports the tide gate. This causes the

solid material being carried by the storm sewer to settle

out and collect in the storm sewer section upstream of the
tide gate. These deposits will cause blockages and

plugging of the storm sewer, and corrosive gas formation

from decomposing organic debris as well. The area where
the worst conditions exist is Area A (See Drawing SD-I1)

accentuated largely by ground settlement and the influence

of frequent tidal action.
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3.0 EXISTING SYSTEM ANALYSIS

3.1 Purpose
\

Following is an analysis of the functional adequacy of the

system in terms of its two most important vital
characteristics, physical condition and hydraulic capacity.
The findings of the analysis and the methods used in their

derivation are discussed below. The purpose of this

analysis is to determine the capacity of each system in
terms of its storm frequency of design.

3.2 Hydraulic Analysis and Methodology

The methodology used for determining runoff for the ten
systems analyzed is the Rational Method (DM 5.02-16). The

Hazen-Williams formula was used for computation of friction

losses as the systems were analyzed under pressure flow
conditions (DM 5.03-13). Computations were done manually

as no suitable computer program for pressure flow storm
sewers was available. The following source data,
coefficients and basic assumptions were used in the

computations :

a. Rainfall Data: Rainfall Intensity-Duration-Frequency

Curves for San Francisco, used for a 2 year storm

analysis. Rainfall Intensity-Duration-Frequency Curves
for Hunters Point as furnished by the U.S. Navy (Figure

6.2) used for the 5 year storm analysis.

b. Runoff Coefficient: A value of 0.8 was used throughout

the analysis. It represents, in our opinion, the best

composite value based on existing and future soil
conditions at the Base, extent of roofed runoff and

paved road surfaces and general drainage area
topography.

c. Inlet Times: Ranging from 5 to 18 minutes, determined

from Nomograph in Seelye's Design Manual for Engineers.

d. Friction Loss (HI): A Hazen-Williams "C" value of I00

was used throughout the analysis for old and new pipe.
This constitutes prudent and conservative design

practice.

e. Transitions: Energy losses at flow transitions through

manholes are accounted for by an allowance of i/i0 of a

foot (0.i Ft.) at each manhole or "network" node in the
system (DM 5.03-15).

2

f. Energy Loss (Hv): Includes velocity head (v /2g) and
the "transitions" loss components. The velocity head

component may be zero if upstream pipe run had equal or
higher velocity than pipe run under consideration.
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g. Limiting Hydraulic Capacity: Both in the hydraulic

analysis of the existing system components as well as

' for new elements in the improved system, this study
considers that limiting hydraulic capacity is being

reached when hydraulic grade line and ground elevations
meet. The criterion is somewhat less restrictive than

that prescribed by DM 5.03 which holds the hydraulic

grade line elevation to 12 inches below inlet (or

ground) elevation. The less restrictive criterion is

proposed in this analysis because it is being applied

to an existing system and because the potential for

minor flooding which might result from the application
of such criteria would not cause loss of facility.

flooding (DM 5.03-3 & DM 5.03-23).

h. Backwater Design Elevation : Mean higher high tide

elevation of 106.9 ft. Use of a lower tidal plane for

design would be imprudent as it would exclude necessary
safety margins for unforeseen wind effects on tidal
movements and other tidal anomalies.

The results of the hydraulic analysis of the ten drainage

systems are tabulated below. A discussion of these results
follows.

EXISTING SYSTEMS

Drainage Drainage Area Reference Limiting Capacity

System Actual Effective Table* (Storm Frequency)
(See Drawings

SD-II & SD-12) (Acres). (Acres)

A 200 -- 6.2 2 Years

B 51 -- 6.3 2 Years
C 7 -- C 5 Years

D 35 -- 6.5 2 Years

E 30 -- 6.6 < 2 Years
F 17 29 6.7 2 Years

G 31 19 6.8 < 2 Years

H 33 -- H 5 Years
I 7 -- 6.10 2 Years

J 7 ,- J 5 Years

Total 418

* See Appendix Part A
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The standard for measuring the hydraulic adequacy of an

existing storm drainage system is the design storm of

specific frequency the system must be able to handle.
Design Manual 5.03 establishes design frequencies for

watersheds in terms of "Types of Facility" served and
"Degree of Protection" necessary (DM 5.03-4 & DM 5.03-5).

Minor systems, according to the Manual, are those which

have watersheds of i00 acres or less or design runoff of

300 cfs or less (DM 5.03-3-ia ). According to this
definition, all ten systems analyzed fit the category of

"minor systems". In such case, the recommended design

frequency range for "permanent closed conduits" systems
with adequate protection for "Local Roads and Streets" is 5

to i0 years. We have selected the 5 year storm freguency
as "design frequency". It could be argued from an
interpretation of the selection tables in the Manual that

the I0 year frequency should perhaps have been adopted as

design frequency. We would agree for the design of a new
system. In this instance, however, if it were the case of

an aging and underdesigned existing system, such selection

would not be cost effective. The wisdom of a 5 year design
frequency selection will become even more self-evident as

hydraulic features of the existing and proposed systems are

discussed immediately following.

With the 5-year design frequency as a standard, the

hydraulic analysis found that the existing storm sewerage
system has two major deficiencies:

i. The hydraulic capacity of the system as a whole is of
suDstandard design. Only two minor systems, "C" and

"J", representing just 3% of the total drainage area,

tested positively for a 5 year storm. Six other
systems tested positively for a 2 year storm, and two

systems, "E" and "G" tested below 2 year storm
adequacy.

2. The system as a whole, and the individual systems

severally are hydraulically unbalanced. It is evident
that non-uniform criteria was used in the design of the

individual systems precluding their working together as
a well integrated unit.

Following is a detailed discussion of major physical and
hydraulic deficiencies of the ten drainage areas. Sewer

runs are numbered, and in some cases letter-coded, for each

drainage area and appear as such both on drawings SD-II and
SD-12 and in Tables 6.2 through 6.11.
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Area A (Table 6.2)

This system is the largest of the ten minor drainage
systems. It substantially covers what is generally known

as the South Annex. The trunk sewers along "K", "R" and
"I" Streets as well as the extension on Crisp Avenue, and

the 72-inch outfall near Berth 37 were all part of the 1973

sewer separation project. The limiting capacity of the

system is a 2-year storm. There are also internal
imbalances in the system such that localized flooding may
occur as a result of undersized sewers. The most critical

area so affected is the 40-acre plot which extends 600 feet
on each side of Mahan Street down from "J" Street up to the

Regunning Pier. Specifically noteworthy of mention are:

o Line 1.4 through 1.6 on Hussey Street between Mahan and
Manseau Streets. These are old 15", 18" and 21" lines

incorporated into the new 1973 trunk sewer system.

They will flood the 8" drains from Building 307 to the

Hussey Sewer.

o Lines 21, 22 and 23 along lower "I" Street and

southwesterly into "K" Street. This sewer section is

undersized for a 2-year storm.

o Line 221 at Manseau and "I" Street. The difficulty at

this corner is low ground, possibly the result of soil
subsidence. Eventual solution, raising of road and

ground surfaces from lows of El. 107.5 to about El.
ii0.

o Lines 2221, 2222 and 2223 on Hussey Street, between
Manseau and Mahan. Old 15", 18" and 21" lines

undersized for 2-year storm and will flood. These

sewers are near the new SIMA Building. A 5-year storm,

under current conditions, may cause flooding in areas
adjacent to the SIMA Building. The ground floor of the

SIMA Building at El. 110.67 could be in jeopardy of

flooding with the existing storm sewer system.

o Lines 1.21, 1.22 and 1.23 on "H" Street between Mahan
and Manseau Streets. 18", 15" and 12" old sewers, are

undersized, and complicated by low ground, will flood

severely for a 2-year storm.
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Area B (Table 6.3)

This area is a 51 acre drainage system, about half of it

consisting of the hilltop housing area and the other half

consisting of lower annex area running between Donahue and

Coleman Streets northeasterly towards Dry Docks 5, 6 & 7.
Housing area storm sewers are all new 1976 additions. The

system will hydraulically accommodate a 2-year storm.
However some storm drains in this area were found to have

potential velocities in excess of i0 and 15 feet per
second. DM 5.03 establishes maximum velocities of 15 feet

per second in gravity systems and I0 fps in pressure
systems. This is a "pressure flow" system and therefore

the I0 fps maximum velocity should govern. Furthermore, as

a rule, sewer hydraulics becomes imprecise at velocities in
excess of i0 fps. Also, in this system there is a

"decrease" in conduit size in the direction of flow, at a

crucial point in the system: this is substandard practice
(DM 5.03-23-2b). At this location (Table 6.2, Line 8) we

found a sewer velocity of 20 fps for a 2-year storm. Drop-
Manholes should have been used as a matter of standard

sewerage practice to control erosive velocities (DM 5.8,

Table 4).

Specific concerns are:

o Lines 7, 8 and 9 on Mc Cann Street. These are a 24"

line laid at a 9% slope, a 15" line in the middle, laid

at 16% slope and an upper 21" line laid at 2% slope.

The corresponding flow velocities to a 2-year storm are
8.2 fps, 20 fps and i0 fps respectively. This is a

"Venturi" tube-like situation, an ideal setting for

flow cavitation, a potentially dangerous situation
which can result in pipe rupture with street cave-in or

wash-out damage.

o Lines ii, 12, 13 and 14 on Galvez Avenue and Donahue

Street. These are 21", 18", 15" and 12" sewers laid at

slopes up to 13.5%. Velocities range from I0 fps to 16
fps for the 2-year storm. Since pipes at these slopes

have sufficient energy reserve to carry much larger

flows, and in all likelihood are exposed to even
greater velocities from time to time, the life of these

sewers, can be expected to be quite short. The standard

design practice for dissipating energy in steep slope
sewer situations is the "drop-manhole" technique with

connecting sewers at safe velocity slopes. This

practice should be considered for future designs along
steeply sloped streets.
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o Line 4, a 33" sewer, has a flow diversion structure in

front of Building 121 in which the overflow weir

partition and flap gate are still intact. This
condition is typical of pre 1973 sewer flow diversion

structures in which these partitions should have been
removed but were not. Such unremoved concrete

partitions across the bottom of the flow-through

• chambers become dams which convert the upstream sewer
into one long grit chamber.

Area "C" (Table C)

A small 7-acre area between Dry Dock 5 and Pier 129. This

system is adequate for a 5-year storm.

Area "D" (Table 6.5)

A 35-acre area _ich takes in drainage from the steep

hillside fronting Building I01 and drains downward to Berth
55. The system is adequate for a 2-year storm. The

system is missing inlet and sewer facilitiem for the area

in the vicinity of Bldg. 901.

Area "E" (Table 6.6)

This 30-acre area lying northwesterly of Berth 4 is

generally adequate for a 2-year storm over 7_% of its area.
The remaining 25% of the area served by linings31, 32, 33,

and 34 on Spear Avenue and "C" Street is seriously

underdesigned and will flood, even at a lesse_: than 2-year
storm. The 12" i0" 6" and 4" sewers in the extremities, t

of the subsystem are too small and substandard for their

tributary areas.

Area "F" (Table 6.7)

This is a 17-acre area. In addition it also is picking up
the overflow from some 12 acres from Area "G", therefore

actually having an effective capacity of 29 acres. It is

adequate for a 2-year storm. The area extends along

Blandy Street from Spear Avenue down to Berth 5. It also
includes sections of Van Keuren and Spear Avenues. The
area is interconnected with Area "G" at a manhole at the

intersection of Spear Avenue and Morell Street. Line 5 is
the overflow line connecting both areas.
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Area "G" (Table 6.8)

This is a 31 acre area. It incorporates the busily
trafficked intersection of Fisher and Spear Avenues. The

system by itself would have been scarcely adequate for a l-

year storm. However, with the 12 acre cross-over
connection to Area "F" it is only about 40% area-effective

for a 2-year storm. The other 60% of the area incorporates

a substantial amount of hillside drainage generally
collecting behind and on both sides of Building 813. The

drainage from this area which is substantial, collects into

the Spear Avenue sewer, halfway between "H" and Morell
Streets. The sewer in this area can be expected to flood

during lesser than 2 year storms. This system is

overburdened and requires urgent relief.

Area "H" (Table H)

This is a 33-acre system draining essentially the area

lying between Morell and Hussey Streets from south of Spear
Avenue to south of Manseau Street. We found this to be the

only hydraulically well balanced system. It discharges

through a 42" outfall into Berth 15. The system is
adequate for a 5-year storm.

Area "I" (Table 6.10)

This is a 7-acre system serving the "E" Street area from
Morell Street down to Berths I0 and 13. It is adequate for

a 2-year storm.

Area "J" (Table J)

This is a 7-acre system serving the western half of the

Regunning Pier. It is adequate for a 5-year storm.
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4.0 UTILITIES DEVELOPMENT PLAN THROUGH FY1992

4.1 Analysis and Evaluation

The Hunters Point Annex is a finite topographic are a unit
which at the present time is not adequately drained by the
existing storm sewer system. The annex has undergone many

changes since its inception in the 1940's and is

undoubtedly slated for more in the future, commencing with
those for FY1992. Since storm sewers are not population

but rather area-sensitive, it matters little what

structures go up or down or what blocks are reconfigured in

the life of a city like the Hunters Point Annex as long as

they are being adequately conceived with some flexibility.
In this vein, and in the broadest sense, we hold the

proposed improvements to the existing storm sewer system

not just as those required by today's annex but also as

those sufficing for the infrastructure of the future
Hunters Point Annex beyond FY1992.
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5.0 NETWORK ANALYSIS - MASTER UTILITIES PLAN

5.1 General Discussion

The objective of proposed the improvements program is to

correct the two major system deficiencies noted before,

inadequate capacity and hydraulic imbalance, by providing:

I. Hydraulic capacity for a 5-year storm and

2. Hydraulic balance throughout the System

Essentially, this will be accomplished through two separate

operations, a) redirection of drainage area runoffs and b)

reinforcement of deficient sewer sections. The "Proposed
Systems Guide" below summarizes key features of proposed

changes to each of the ten subsystems.

PROPOSED SYSTEMS GUIDE

Computation
Tables

Drainage Area Hydraulic Capacity (Refer to

Exi sting Proposed Improvements (Storm Appendix
System (Acres) (Acres) Dia. (in) L(ft) Frequency) Part A)

(i) (2) (3) (4) (5) (6) (7)

A 200 216 48-12 7,710 5-Ye ar A, A/H
B 51 51 30-18 1,700 5-Year B

C 7 7 None None 5-Year C

D 35 34 21-10 2,335 5-Year D

E 30 27 15-12 1,800 5-Year E
F 17 20 15-12 590 5-Year F

G 31 15 12 250 5-Year G

H 33 33 18 200 5-Year H
I 7 7 i0 625 5-Year I

J 7 7 None None 5-Year J

TOTAL 418 418 14,710

COLUMN (7), "COMPUTATION TABLES TO BE FOUND IN THE APPENDIX, PART

A, IDENTIFY THE RESPECTIVE COMPUTATION TABLES FOR EACH AREA.
STORM SEWER ADDITIONS TO THE SYSTEM ARE ENTERED UNDER COLUMN

(lla) IN THE TABLES. COLUMN (llc), IF USED, INDICATES COMBINED
OLD AND NEW SEWER RUNS.
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The Proposed additions to the storm drain system are shown

on Drawings SD-13 & SD-14. The most significant
redirection of runoff, 16 acres, will be from Area "G" to

Area "A". On a smaller scale, 3 acres will go from Area

"F" to Area "E". As may be seen, it will take

approximately 3 miles of sewer reinforcements to bring the
system up to a 5-year standard. Of this, half will be

needed in Area "A" alone, mostly to cure the weakest of

all systems, Area "G".

It is important to note that the proposed improvements

program is fully compatible with the Navy's Master Plan for

the future redevelopment of the Base. Further_nore, the

program protects the environmental "status guo" of the Base

by neither increasing nor decreasing the number of storm
sewer outfalls currently in use. Also in conjunction with

the future redevelopment of the base it is highly advisable

that all subsided street surfaces be raised to a ground
elevation of ii0 to avoid tidal flooding in the future.
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6.0 CONCLUSIONS & RECOMMENDATIONS

6.1 Conclusions:

A. General

i. The storm sewerage system is of substandard capacity

for a 5-year storm frequency. It is generally capable
of a 2-year storm.

2. The storm sewerage system is hydraulically unbalanced,
as a whole, and internally in its various systems.

3. There is tidal flooding due to street and/or ground
surfaces with subtidal elevations.

4. There are permanent physical obstructions in manholes
which interfere with free flow.

5. There are live interconnections with sanitary sewers
which were not properly disconnected in the 1976 sewer

separation project.

6. There is some industrial pollution which should be

addressed by others.

7. The system is poorly maintained, as evidenced by large
amounts of silt in manholes and catch basins.

In summary, the existing storm sewerage system is basically

sound and can be upgraded to a 5-year design storm standard
with a cost effective improvements program.

6.2 Recommendations

A. General

I. Implement a system upgrading program to conform it to a

5-year design storm standard. The necessary upgrading
is described in the Specific Recommendation Section.

2. Provide for hydraulic balance.

3. Raise all street elevations in subsided areas to a

minimum elevation of ii0 feet. (See Drawing SDI & SD2)

4. Implement a regular sewer maintenance program. The

system including inlets, catch basins and manholes
needs to be inventoried and subjected to a regular

annual cleaning program.

5. Disconnect all improperly disconnected live sanitary
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6. Industrial Waste Pollution needs to be addressed by

others in future studies.

7. On future projects the use of drop-manholes should be

used in accordance with the specifications of DM 5.8.

B. Specific System Improvements

See Drawings SD-3 & SD-4 "Storm Drain Systems - Future
Conditions" section of proposed improvements. New sewer

additions are specifically identified by their runs between
manholes in the Tables pertaining to each area (for

example, for Area B in Table B).

Area "A" (Tables A & A/H, App. A)

The most important improvement to the System occurs in this

area with the proposed new "H" Street stormwater
interceptor. The purpose of this interceptor is to
redirect some 16 acres of Area "G" runoff into the Area "A"

outfall. It is necessary, unfortunately, to take the new

interceptor all the way down on "H" Street to within 575
feet of the 72-inch diameter outfall as there was no extra

capacity available further upstream.

The sizing of the interceptor, from 48" diameter at the

lower end to 24" at the upper, takes advantage of existing
"H" Street sewers by working them into the system. In

general, here as elsewhere throughout the System, where new
sewers are proposed alongside existing ones, new and old
sewers will flow into junction box-type manholes built

around existing ones to assure that the combined capacity
of new and old sewers is taken advantage of to the fullest.

Area "G" , as discussed before, showed the greatest

hydraulic deficiency in the analysis of the existing
system. It contains the crucial Spear Avenue section from

"H" Street to Drydock No. 4, which figures heavily inthe

development plans of the future Base. The area seems to
have a long history of drainage difficulties as witnessed

by the pressure of area overflows, plugged sewers, and
street erosion. The "H" Street interceptor is designed to

remove these problems from the future.

In addition, there will be some hydraulic reinforcing

needed in the Bldg. 813 area. Also there will be some

redirecting of Area "A" runoff from the existing "I" Street
sewer into the new "H" Street interceptor by means of a new

24" connector (9H, Dwgs SD-13) in the Spear/Crisp Avenues

intersection vicinity. The redirection of these 9 acres of

runoff into the new "H" interceptor takes care of
correcting the imbalance in these systems. In all, some

7,210 feet of sewers ranging in size from 12 to 48 inch

diameter will be required for Area "A".
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Area "B" (Table B, App. A)

The most significant addition in this area will be the

proposed new 600 feet 30 inch diameter straight-line link

on Donahue Street between upstream and downstream portions

of the Area "B" system (3A-Dwg-13). This will do away with

the substandardly high velocity conditions in sections of
the system referred to before. In addition, reinforcements

along upper Donahue Street will be required in order to
control velocities and also to better facilitate the

installation of hydraulically effective inlets in the

future, particularly on streets in the housing area. A

total of 1,700 feet of sewers rangin@ in size from 18 to 30
inches in diameter will be required In Area "B".

Area "C" (Table C, App. A)

This area needs no improvements.

Area "D" (Table D, App. A)

Reinforcing of some 625 feet of the main sewer immediately

upstream of the Pier 132 outfall will be required (2, 3 &
4A - Drw-13). In addition, the Home Avenue sewer is

extended to the Bldg. 901 area to provide required drainage

there. A total of 2,325 feet of new and reinforcing sewers
ranging in size from I0 to 21 inch diameter will be

required for Area "D".

Area "E" (Table E, App. A)

Approximately I, 800 feet of sewer reinforcements are

required throughout this system, ranging in size from 12 to
15 inches in diameter. This area is being relieved of some

3 acres of runoff into Area "F". The new interconnecting

sewer is being accounted for in Area "F" (3C-80-13).

Area "F" (Table F, App. A))

This area currently receives some 12 acres of runoff

overflow from Area "G". Under the proposed improvements

program it will no longer receive this overflow but will
instead pick up some 3 acres of overflow from Area "E". A

new 250 feet of 15" diameter area-connector sewer along

Spear Avenue in the "C" Street vicinity will make this
possible (3C-SD-13). Also proposed is a new straight line

12 inch diameter sewer connection (Line 32A) between

existing manholes 7 & 9 in the Fisher and Van Keuren

Avenues vicinity. In all, 590 feet of sewers ranging in

size from 12 to 15 inches in diameter will be required in
this area.
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Area "G" (Table G, App. A)

\ This is currently the most overburdened drainage area. Our
calculations indicated that under existing conditions, it

overflows some 40% of its runoff into Area "F". Under the

proposed improvements program, the new "H" Street

interceptor will take about half of its 31 acre runoff.

this will happen at Manhole 4G from where Line 5 (Drw-SD-

13) will carry the overflow into the newly reinforced Area

F system. Then, the existing sewer system, with minimal

touch-up, will become self-sufficient for the first time.
The one and important reinforcement being proposed is the
250 foot-12inch sewer from Spear Avenue along Cochrane

Street (Line Sd-13) to relieve a drainage deficiency in the

area behind Bldg. 302. This addition constitutes all that
is needed for this area.

Area "H" (Table H, App. A)

This area checks out favorably for a 5-year storm. No

additions are required.

Area "I" (Table I, App. A)

This area needs reinforcements on the upper reaches of the
"E" Street sewer. A total of 625 feet of I0" diameter

sewer reinforcements will be required for the area. It is

to be noted that we are recommending I0 inch diameter sewer
reinforcements, although the Manual prescribes 12 inch

diameter sewers as a minimum. We are doing so, and only on

a limited basis, because the 10-inch sewer is being added

alongside existing sewers of larger diameters.

Area .ju (Table J, App. A)

This area checks out favorably for a 5-year storm. No
additions are required.

In summary the cost of the proposed improvements to the

storm drain system would cost approximately $3,780,000.
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7.1 PROJECT REQUIREMENT:

To insure adequate storm drain system capacity and

reliability for all existing and future demands through
FY 1992.

7._) RECOMMENDED MASTER UTILITY PLAN PROJECTS FOR FULL MISSION

SUPPORT CAPABILITY TO FY 1992

: : : : :

: MILCON : FY : PROJECT FUNDING :

: PROJECT : FUNDING : $I,000'S : DESCRIPTION :
: : : : :

: : : : :

: MPM-SD : 91 : $3,780 : Storm Drain :

: : : : System :

: : : : improvements, :

: : : : consisting :

: : : : primarily of :

: : : : new piping :
: : : : installation. :

: : : : :

: : : : :

: : : : :

: : : : :

: : : : :

: : : : :

: : : : :

: : : : :

: : : : :

Refer to Drawings SD3 and SD4, Section 8.0, Part D for MPM-SD.

MI LCON description follows in subsequent pages of this

section. See Volume I, Executive Summary for completed

D1391's, for Special Projects and Cost Estimates.
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7.2 DISCUSSION:

The existing storm sewerage system is the result of an

evolutionary process starting with the development of the
annex in the 1940's. The system evidently grew in sections

as dictated by the needs of the moment. This would explain

the emergence of the ten independent drainage systems and

the many minor drain systems in shoreline and pier areas

which make up the existing overall drainage system. The
improvements are necessary to meet the need of a five year

storm, the current storm drain system can only handle a

two year storm, in most areas of the station.

7.3 RECOMMENDATIONS :

A. General

i. Implement a system upgrading program to conform it to a

5-year design storm standard. The necessary upgrading

is described in the Specific Recommendation Section.

2. Provide for hydraulic balance.

3. Raise all street elevations in subsided areas to a

minimum elevation of ii0 feet. (See Drawing SDI & SD2)

4. Implement a regular sewer maintenance program. The

system including inlets, catch basins and manholes
needs to be inventoried and subjected to a regular

annual cleaning program.

5. Disconnect all improperly disconnected live sanitary

sewage in terconnections.

6. Industrial Waste Pollution needs to be addressed by
others in future studies.

7. On future projects the use of drop-manholes should be

used in accordance with the specifications of DM 5.8.
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TABLE 6.1

U T I L I T I E S T E C H I N I C A L S T U D Y, P H A S E II

HUNTER'S POINT ANNEX, SAN FRANCIS(Xg, CALIFORNIA

STORM DRAINAGE SUBSYSTE_4S
PHYSICAL C_ARACTERISTICS

RUNOFF TIME OF CONC. OUTFALL TOTAL SEWER

AREA COEFF INLET DIAMETER SH_ERS DENSITY LOW POINT

_-BSYSTH_4 (ACRES) "C" MINIMUM MAXIMUM (INCHES) (MILES) (MILES/ACRES) ELEVAT ION
(1) (i)

A 200 0.8 15 50 72 4.68 0.027 107.2

B 51 0.8 9 22 39 1.54 0.030 112.2

C 7 0.8 5 9 24 0.20 0.029 112.8

D 35 0.8 5 18 33 0.88 0.025 110.2

E 30 0.8 8 12 30 1.17 0.039 110.8

F 17 0.8 i0 18 30 0.80 0.050 111.9

31 0.8 8 15 24 1.03 0.033 111.6

H 33 0.8 i0 18 42 1.23 0.037 109.3

I 7 0.8 5 ii 18 0.03 0.020 111.5

J 7 0.8 5 8 27 0.03 -- Ii0.I

TOTAL 418

(i) SOURCE: DATA BOOK FOR CIVIL ENGINEERS, VOL. i, SEELYE
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UTILITIES TECHNICAL STUDY, PHASE 2

NAVAL STATION TREASURE ISLAND, HUNTERS POINT ANNEX

SAN FRANCISCO, CA.

VOLUME VI - STORM SEWERAGE SYSTEM

SECTION 8.0 - INDEX

APPENDICES - PART C

PART C LIST OF COMPUTER ANALYSIS PRINTOUT REPORTS

Table

No. Description

6.2 Area A - 2 year storm

6.3 Area B - 2 year storm

6.4 Superseded by Table C

6.5 Area D - 2 year storm

6.6 Area E - 2 year storm

6.7 Area F - 2 year storm

6.8 Area G - 2 year storm

6.9 Superseded by Table H

6.10 Area I - 2 year storm

6. ii Superseded by Table J

A Area A - 5 year storm

A/H Area A - New H Interceptor - 5 year storm

B Area B - 5 year storm

C Area C - 5 year storm

D Area D - 5 year storm

E Area E - 5 year storm

F Area F - 5 year storm

G Area G - 5 year storm

H Area H - 5 year storm

I Area I - 5 year storm

J Area J - 5 year storm

Note tables 6.2 through 6.11 are for existing conditions
and tables A through J are for future conditions
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TABLE6.7

U T I L l T l E S T E CHN I CAL S T U D Y, PHASE II SHEET IOF 7

STOR/4DRAINSYSTEM

2 YEARSTORM
AREn'A"

LINE FRO_ TO AREA (AC1 TC [ 0 DIA L V Hv Hi H GROUNDELEVAT|OH CROgNELEVA110N HYD. 6RAPlENIS

I LOCATION ffANHOLEnANHOLEINCREMENTTOTAL (Mffl (IN/HR) C (CFS) (IN) SLOPE (FT) (FPS) V212g (FT) (FT) (FT) UPPERENDLO_ERENOUPPERENDLO_EREND UPPERENOLONEREND

111 (21 131 (41 151 (81 17_ (81 (9) (101 (111 1121 1131 1141 1151 1161 _171 1181 1191 (201 121) 1221 1231 1241

I K STREET ! OUTFALL 200.0 7.7 50.0 0.55 0.8 88 72 575.0 2.6 O.I 0.1 0.1 0.2 109.2 107.1 106.9

2 K STREET I 2 160.0 1.6 42.4 0,60 0,8 76.8 72 117.5 2.7 O.I O, 0,2 O.I I10.0 107.4

3 2 3 78.0 1.5 40.8 0.6l 0.8 47.8 60 250.0 2.4 O.l O. 0.1 0.2 109.1 107.6
q 3 q 9b.0 1.3 39,3 0,62 0.8 47.6 60 175.0 2.4 0.[ O. O.I 0.2 111.1 107.8

5 4 5 71.5 2.8 38.0 0,65 0.8 37.1 54 200.0 2.3 0.I O. 0,1 0.2 I11.1 108.0
& 5 6 69.0 6.2 35.2 0.70 0.8 38.6 54 425.0 2.4 O,I O, O.I 0,7 II[,I 108.2

7 6 7 62.0 0.6 29.0 0,75 0.8 37.2 59 050.0 2.3 O.I O, 0.2 0.3 Ill.I 108,5
g 7 8 55.0 0.8 28.4 0.80 0.8 35.2 48 125.0 2,8 O.I O. 0.1 0.2 Ill.l 108.7

? 8 9 52.5 1.7 27.6 0.80 0.8 33.6 48 125.0 2,6 0.1 O, 0,1 0.2 110.3 108.9
IO 9 I0 50.0 0,4 25.9 0.81 0.8 32.4 48 250.0 2.6 0.1 O. 0.1 0.2 Ill.I 109.1

II 10 II 49.0 0.8 25.5 0.82 0.8 32,1 36 I00,0 4.4 0.3 O. O,I 0.2 112.1 109.3
12 II 12 46.0 0.4 20,7 0.82 0.8 30.1 36 200.0 4.2 0.3 O. 0.2 0,3 113,1 109.6

13 12 13 44.0 0.8 24.3 0.85 0.8 29.9 36 100.0 4.0 0.3 O. 0.1 0.2 113.1 109.8
14 13 14 39.5 0.4 23.5 0.85 0.8 26.9 30 760.0 5.4 0.5 O. 0.5 0.6 115,0 110.4

15 14 15 31.0 0.7 23.0 0.85 0.8 21.1 30 125.0 5.4 0.5 0.2 0,2 0.4 118.1 110.8
16 CRISP 15 16 29.0 I.I 22.0 0.90 0.8 20.9 30 210.0 5.2 0.4 0.2 0,5 0.7 li�.l 111.5

17 CRISP 16 17 25.0 1.2 21.0 0.90 0.8 18.0 27 320.0 4.4 0.3 0.1 0.3 0.4 121.1 111.9
18 CRISP 17 18 18.0 1.9 20.0 0.95 0.8 13.7 21 300.0 4,2 0.3 0,2 0,4 0,6 123.1 112.5

19 CRISP 18 19 8.0 18.0 1.00 0.8 6.4 18 420.0 3.6 0.2 0.3 0,6 0.9 125.6 113.4

I.I I 853 39.0 1.2 15.5 1.10 O.R 34.3 30 200.0 7.0 0.8 0.4 0,6 t.0 110.4 t08.| |OT.!
1.2 053 28 30.0 1.2 14.3 1,15 O.R 27.6 30 410.0 5.5 0,5 0.1 0,8 0.9 IlO.l 109.0

1,3 28 29 18.0 0.8 13.1 1.20 0.8 17.3 21 400,0 7.3 0.9 0.7 1.8 2.5 lll. I 111.6 t
I.l 29 30 I0.0 1,0 12.3 1.30 0.9 10.4 21 200,0 4.4 0.3 0,2 0.4 0.6 110.9 112.2 I
1.5 30 31 6.0 1.3 11.3 1.30 0.8 6.2 18 200,0 3.5 0.2 0.2 0.3 0.5 107.7 112.7 I

1,6 31 32 2,5 IO.O 1.40' 0.8 2.8 15 175.0 7.3 0.1 0.2 0.1 0.3 107.7 113.0 I
tElceeds GroundETevation
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STORMDRAINSYSTEM

2 YEARSTORM
,AREA 'A'

LINE FRON TO A£<..A{AC) TC I 0 DIA L V Hv HI H _!D ELEVATION[ROH_ELEVATIO_HYD.6RAOIE]4TS
"1 ')

! LOCATIONflAI_'-IOLEMAHL'tEI_O:_ENTTOTAL (,_) (IN/l_)C (CFS) (IN}SLOF,'E(FT)(FPS)VJLg (FT)(FT)(FT)UPPERE_ LO',_'_ERENDLF_°ERERDLOtIEREND UPPEREN&OWEREND

{I) (2} (3) (4) (5) (._) (7} (B) (9) (10) (It)(12) (13) (14) (15)(16)(17)(19) (19) (_)) (21} (22) (23) (24)

21 2 20 53,0 1.5 19,7 0,95 0,9 40.3 42 2(0,( 4.2 0,3 0,I 0,2 0,3 107,9 107.7
4,:.,,t, 4,0 0,3 (I,3 0,4 (),. 107,5 IOB,4 tO/.q22 _( 21 49,0 0,6 19,2 ,(0 0,9 39,2 42 _'

"" '_ 1,6 17.6 .lO O,B 23,B 42 90,0 .",5 '_23 21 ,:z x,,.! 0,1 0,I 0.I U,L_' I07,8 IOB.b

24 '_'_ 23 "_L.J,J:1,8 16.0 .lO 0,8 _,4 ._, 4(K_,OX,7. ('I,2.0,I 0,.3 0,4 I09,1 I(A.O

25 23 24 21.0 2,1 14.2 ,15 O.B 19,3 30 425.04.0 0,3 0.I 0,4 0,5 I(_,l I(_.5

2& 24 25 I._.00.8 12.1 .30 0.9 1&.6 27 52(U 4.2 '_.3 0.I 0.7 0.8 111.5 110.3

27 ,5 DSI I.'..50.6 II.3 .30 O.B 14.0 24 2(Ki.O4.4 0.3 O.l 0.3 :.I.4 III..L, 110.7

29 DSI 2& 9,_ 0,7 10.7 ..'R50,9 9,7 lB 2(_),05,4 "_,5"1,20,7 0,? llt._ Ill.&

2.L, 27 .L5 10.0 .40 0.8 7.3 l& 2_.0 5.2 0.4 0.5 0._ 1.3 ll5.1 112.9

41 4 41 22.5 3.3 16..3 1.10 O.B 18.0 7_ 700.03.1 0.2 0.2 :.I.40.6 I12.0 I_.4 107.8

42 41 42 16.5 3.0 13.0 I._ O.B 15.B _ 4:X),O2.2 0.I 0.I O,l 0.2 114.1 IOB.&

4_ 42 43 9,5 I0,0 1.40 O,B 10,6 24 570,0 3,2 0,2 0.3 (11,50.8 ll3.0 109.4

221 21 D$2 Z).O 1.5 16.0 I.I0 O.B 17.5 .ZO I(Ki,O._,.60,2 0,I 0.I 0.2 I09.1 F._.& IOB.q

222 D£2 44 19,5 1.9 14,4 1.15 0.8 lB.O ._,0 350,0 3._ 0.2 0,1 0,3 0,4 lll,O 109.0 Sll_ IlO.&
223 44 45 10,5 1,0 12.5 1.25 O.B 10.5 24 .x75.0 .x.3 0,2 0.1 O,.x 0,4 110,9 109.4
224 45 4_ 9.0 1.5 11.5 I._ 0,8 8..x 21 ZK_.O 3.5 0,2 0,1 0,2 0,3 llO,4 109.7
2"25 40 47 5,0 10.0 1,40 O,B 5._ 15 400,0 4,5 0,3 0,4 l,l 1.5 111,_ 111,2

2221 44 49 _.0 1.2 "_ _'_2 I(_. I(A.2 109.0l_._ 1._ O,B 5.@ 21 _((,0 2.q 0.1 0.I 0,I ,. 1

7777 48 49 4.0 2.0 12.0 1.30 O.B 4.2 IB 175.02.4 0.1 0.I 0.I 0.2 IOB.I ICA.4

2"223 49 _ 2.0 10.0 1.40 0.8 2.2 15 225.0 1,9 0.1 0.2 0,1 o..-,"" I((8.1 109.7

1.21 _ _o 0.£ IB 107.1 110.I

!.22 .",,9 _
1,2.x .",9 40



UT ILI TY TECHINICAL sIUOY, PHASE I1

SA_IIARY SEWERSvSTEe

TA8LE6,1

AREA"6"

LINE FROH TO AftER (ACI rc I o OIA L V Hv HI H GROUkOELEVA[ION CROVNELEVATION HYO. GRAOIENfS

t LOCATION STREET STREET INCREBENT TOTAL (tiNt IIN/HRi C (CFS) (INI SLOPE ([[1 IFPSI V?lTg (FTI (FTI (FTI UPPERENO lOV[fl EHOUPPERENO lO_EA END UPPERENO LOVEREHO

((I (ZI tit (11 t5) 161 I7) 10) IY} t101 (111 (171 113! tt4i (151 (t61 (Ill 118_ (t?l tZO) I?tt (72| TZ3l I241

I OONAHUE OUTFALL 2.0 51.0 0.0 27.0 0.80 0.0 3].0 39 100 q.O O.I 0.1 0.10 0.? Itl.Z 101.1 105.9

? }ONAHUE DLOG1116 T.O 19.0 0.0 77.0 0.60 0.6 37.0 ]6 250 4.6 O.I 0.1 0,30 O.I 107.5

3 OONAHUELOCKNO90 BLOG1116 Z.O 46.0 0.0 21.0 0.65 0,8 3].0 36 175 4.6 O.I 0.! O.tO 0.? _01.7

l LOCKNOOOENSLISH OONAHUE l.O 15.0 0.0 21.0 0.65 0.8 ]1.0 3S 250 5.1 0.4 0.1 0.35 0.5 108.2

§ LOCKNOOOHE CAHN ENGLISH 5.0 IZ.O 0.0 ZO.O 0.90 0.8 ]0.0 33 250 5.0 0.4 0.1 1.70 1.C I13.4 110.0 -

& HI: CAHN OLOG1115 LOCKHOO0 T.O Z?.O 0.0 t9.0 0.90 0.8 Zl.O 24 350 8.5 I.Z 0.? 1.90 ?.1 I14.( If(.4 112.!

1 HCCAHN _X-51 9LOG. II15 2.0 ]6.0 0.0 19.0 0.90 0.8 26.0 24 0.090 I00 8.2 I._ 0.1 0.90 I.O 123.1 114.1 t13.1

O nC CnHN HH-52 HH-51 0.0 ]I.0 0.0 19.0 0.90 O.O 21.5 15 0.160 I00 20.0 6.4 4.? 4.50 9.4 139.[ 123.1 122.5

9 HCCAHN GALVEI HH-52 2.0 _4.0 0.0 19.0 0.90 0.6 24.5 _l 0.0?0 TO0 IO.O 1.6 0.8 0.90 1.7 14).1 139.1 121.2

I0 GALVEZ ENGLISH HECAHN 2.0 32.0 0.0 16.5 0.95 0._ 24.0 74 0.010 300 1.5 0.9 0.1 1.30 t._ 144.1 14t.t 125.6

It GALVE[ OOHAHUE EHGL[SH T.0 30,0 0.0 18.0 1.00 0.0 74.0 21 0.013 325 I0o0 1.6 O.t 2.60 2 : 146.3 144.1 129.3

|2 O0_AflLIE I4UOSON GALVEI 4.0 29.0 0.0 17.5 1.00 O.E 23.0 18 0.027 250 !3.0 2.7 O.I 1.00 4.1 155.1 146.3 13_.4

13 OONAHUE INHES HUDSON 9.0 25.0 0.0 I?.O 1.00 O.E 20.0 15 0.025 275 I&.O 4.l O.I 8,50 8.6 162.1 155.1 141.0

I! OONAXUE JERROLO IHNES 8.0 16.0 0.0 16.0 1.05 0.0 13.0 12 0.135 275 16.0 0.1 2.9 It.O0 13.q 199.1 l&2.1 154.9

15 OONAHUELORLVPPO 3ERROLD &.O 9.0 0.0 15.0 1.10 0.£ 7.0 12 0.023 ]00 T.O 1.3 1.3 4.00 5._ 20_.1 199.1 1_.2

16 [[RKWO00 FRIDELL OONnHUE 2.0 2.0 0.0 9.0 1.50 0._ 2.4 12 0.009 225 3.0 0.1 0.2 0.40 0._ 208.1 206.1 204 150.8



TABLE 6.4

UTILITIES IECHN ICAL STUDY, PHASE II

STOF_ DRA IN SYSTEM

SLPERSEDED BY TABLE C



TABLE 6,5

U l I L I l I ES TECHNICAL STU OY_ PHASE I1

ST[_MORAIHSYSTEM

2YEARSTORM

AE_A'O°

LI_ _ TO AREA (AC)Tc I (] DIA L V Hv HI H CT_iDELEVATIONC_4 EL_JATI_ HYI).GI_AI)IDITS

I LOCATI_II_J_OLElle_l]OLEIN{:REI_J_TTOTAL (MM) (IH/_) C (CFS) (IN)_.Of'E(FT)(FF_) V2/2G (FT) (F_) (FT)L_°[RE_DLOVER_ UPFERERI)LOkER_ UPPER_ LOiER

(I) (2) (3) (4) (5) (6) (7) (8) (9) (I0) (ll) (12) (13) (14) (15) (16) (17) (18) (19) (_) (21) (23 (23) (24)

I PIER132 I OLrTFALL 35,0 17,5 I.(_ O,B _,0 33 I00 5,0 0,4 ' 0.2 0,I 0,3 113.5 107.2 106.9

2 BL_ 11_J I 2 30.0 17,0 1,05 0.9 25,2 33 150 4,2 0,3 O,t 0.2 0,3 113,4 107.5

3 EO6 #134 0S5 2 _,0 16,0 I.I0 0,8, 24,6 33 2_0 4,0 0,3 0,1 0,3 0,4 11.',,8 107.9

4 E06 0134 0S5 4 25,0 15,0 l,lO 0,8 22.0 27 4(_) 5,5 0.5 0,2 0,8 1,0 113,1 108.9

5 _BI _-,_'_ 4 7 22,0 15,0 1,10 0,8 19,4 27 1(_ 5,0 0,4 0.3 0,2 0,5 17.5,1 109.4
6 RIBl,'_ON 7 8 17_0 14.5 1.15 0.9 15,6 27 175 3,9 0,2 O,t 0,2 0,3 124,1 109.7

7 PL'Ef,,E 8 9 14.0 13,0 1.20 0.8 13,4 27 I.% 3,4 0,2 0,2 0,1 0,3 130,1 II0.0

B I_f_E 9 10 4.0 I0,0 1,40 0.8 4.5 24 3,'_ 1.5 O,1 O,1 O.l 0,2 131,3 110.2
11 PIERll32 1 13 _,,0 12.0 1,30 0,8 _:,,2 15 475 5,0 0,4 0,4 1,5 2,0 111,7 109.2 107.2
12 13 14 3,0 11,0 1.30 0.9 3,1 15 I(0 2.5 0,1 O,l !),t 0,2 III,4 109.4

I.",P_[_II_ 14 15 2,0 10.0 1.40 O,B 2,2 I0 2_K: 4,0 0,_ !),I 0,7 0.1_ 116.1 110.2

61 7 _ 2,5 ?,0 I,[_) 0,8 3.0 18 3X_ 1,7 0.I 0,t 0,I (I,2 1_1,4 109.9 109.7
62 25 2_ %0 7,0 1.70 0,8 2,7 15 .'_YJ 2,3 0,I 0,I 0,2 0,.", 131.4 110.2

63 27 2_ 1.5 6,5 I._) 0,8 2,2 12 2_(I 2.8 0,,I 0,I 0,4 0,5 131,4 11007

64 _ 27 1.0 5.0 2.10 0,8 1,7 I0 350 3.I 0.2 0,3 I,_ I,$ 131,4 112.3

111 ?L06157 13 _ 2.0 12.0 1.30 0,9 2,1 12 I_) 2,7 0,1 _.I 0,2 0.3 117,1 109.5 108.8

112 _ 23 l,O II.O 1.30 0,8 1,0 8 150 2,9 0.1 O.l 0.4 0,5 III,I 110.0

113 23 24 0,5 I0,0 1.40 0,8 0,_ 8 125 1,7 0,1 0,2 0,1 0,3 112.1 110,3



T_4.E6.6

UT I L I T I E S TECHNICAL STUDY, PHASE II

STORMDRAINSYSTEM

2 YEAR STORM

AR',E,.A'E'

LIE Fl_i. TO AREA (AC) Tc l (] DIA L V Hv HI H GROL_DELEVATIO_

! LOCATIONMANHOLEMJHOLEINCEi_PL31"TOTAL (_) (IN/_) C (EFS) (IN}SLOPE (FT)(FPS) V'2/_ (FT) (FT) (FT)LPPERENDLOWERE]WI)

(I) (2) (3) (I) (5) (&) (7) (B) (9) (10) (11) (12) (1.3) (14) (15) (16) (17) (18) (19) (20)

I _IH 3 I OLF[FALL 30,0 12,0 1.30 O,e 31.0 30 _%_ 6,3 0.6 " 0,I 0.5 0.6 110.3

2 LOCL'WO]D 2 I 24,0 il.O I,_) O,B 25.0 27 250 6,3 0,6 0.4 0,7 I,I 112,2

3 LOCKWOOD 3 2 16.5 ll.O l,.xOO.B 17,2 27 175 4,4 0.3 0,I 0,2 0,3 113.9

q LOCKWOOD q 3 9,0 9.0 1,50 0.8 9,6 18 45_J 5,4 0,5 O,l 1.4 1,5 112,6
5 LOC_WO3D 5 1 6,5 9,0 l,5z._O,B 7,8 15 I00 6,2 0,6 O.l 0,5 0,6 11..,.I

& LO(],IL't]D6 5 4.0 8.0 1,60 0.9 5.1 12 25_J 6,5 0,7 0.8 1,6 2.4 112,5

31 _f._ 3 19 7,5 10,5 1,35 0.8 8,1 12 _5 10.2 1,8 0,3 4,5 4,8 113.1
32 _j_o 19 _D 5.0 I0.0 1.40 0.9 5.6 I0 250 10,0 1,6 loU 5.0 6,0 I13,l

,t3 SPEAR _ 21 3.0 9.0 I,._ 0,8 3.6 I0 2'50 6,5 0.7 0,7 2,2 2.9 113.4

34 CSTREET 21 22 1,0 8,0 1,60 0.9 1.3 I0 15<_ 2.4 O.l 0,2 0,2 0.4 111.7
21 LOCIO_D 2 I0 6.5 I0.0 1.40 O.B 7,_ 18 75 4.0 0.3 0.2 0.2 0,4 I12,_
22 L(]O,_OD I0 12 3,5 9.0 l..:(J 0.8 4,2 15 25_J 3.4 0,2 0.I 0.4 0.5 I_2.0
23 DRY[X)CK2 13 12 2.0 9,0 1.60 O.B 2.6 12 225 3.2 0,2 0,3 0,4 0,7 111.6



TA_E6,7

U T i L I T [ ES TECHNICAL STUDY, PHASE [I

STeMOESI_LISYSTEM

2 YEARSTOml

AREA"F'

LI_ F_ TO P._EA (_C) Tc I 0 DIA L V Hv HI H _'OtJiDELEVATIONCE'O_ELEVATI_ HYO.GI_OIENIS

I LOCATIONPWFIOLEMA.VPLqLEI!_,E_RITOTAL (_) (IN/HR)C (CFS) (IN)SLOE (FT)(FPS) V2/2g (FT) (FT) (FT)UFTT.R_ LOWERENDUPPERENDLOWERDIDLFT'ERENDlOWEREI_

(l) (2) (3) (4} (5) (6) (7) (8} (9) (10) (11) (12) (13) (14) (15} (16) (17; (18I (Iq; (20) (21} (_ (23_ (24)

' ERTH5 I C_.,'TFALL 29,0 1&,5 1.05 O.B 24,4 30 25.5 5,0 0,4" O,l 0,4 0,5 112.1 107,4 106.9
2 E/_DY 2 I 25,0 15.5 1.01 0.9 23,4 _) 275 4.7 0.4 0,1 0.4 0,5 If2.[ 107.9

3 BUV_)Y .+, 2 24,0 14,0 l._z O.B 23.0 27 5_I 5.7 0,5 0.3 1,1 1,4 112.0 109.3

4 8FEAR 4 3 IS.0 13,5 1,20 0,8 14.4 24 150 4,5 0.3 0,3 0,3 0.6 111.9 1103

5 _£AR 4G 4 16,0 12.0 I,.'_00.8 12,5 24 ._JJ(_3.9 0.2 0,2 0,4 0.7 112.1 110.5

31 'P'STF_ET ,_ 3 6,0 12.0 I._,_0,9 6,2 19 300 3.6 0.2 0.1 0,4 0.5 I13,0 10%8 109.1

32 VANEL,_EN 7 _ 4,0 11.0 l..'_0.S 4,1 15 2'50 3,3 0,2 0.1 0.4 0,5 112.6 110.3

3.l PAR_[,_LOT 9 7 2,') 10,0 1,40 0,8 2,2 10 2.,'.)4,0 0,.+` 0,4 0,9 1,3 112,6 II1.b

I FROP+'G'SIT_ET



TABLE6.B

U T I L I T I ES TECHNICAL S TUI) Y, PHASE II

STORMDRAINSYSTEM

2 YEARSTORM

LII_ F,c_ TO A,_ (_) Tc [ O OlA L V H'/ H1 H 69'0_1[.'ELEVATIONCR(P_ELEVATIONtTYI),6P_IBTI'$
I LOCATIONI_J'_,.EI"A'_IE I_EITI" TOTAL(1_) (lN/l_) C (_S) (IN) SLL_E (FTI (FFSI V2/29 (FT) (FT} (FT)LPPERFJfDL_ERENDL_'ERE_ LO_ I_ _ !_) LOk_!_)

II) (2) (3) {4) (5) (6) (7) IB) (9) {10) Ill) (12) (13) (14) (15) (l_) (17) (18} (19) (_)) (21) I22) {2_) (24}

1 OLI1T_L I OLITF_L 20,0 1B,0 1.10 0,8 17.6 24 2(_1 5.5 0.5 0,1 0.5 0,6 I11.7 107,5 106,9
2 I_EEL 2 1 19.0 14,0 1,_ 0,9 18.2 24 400 5,9 0,5 0,3 1.0 1.._ I1_,1 108,8

i_ _.c_- 3 2 15.0 13.0 1,20 O,B 14,4 24 550 4,5 0,3 0.1 0.8 0.9 112.6 109,7
4 I't"_EL 4G 3 12,0 12.0 l,_l 0.8 12,5 24 Z.75 4,0 0.3 0,1 0,4 0,5 112.2 110,2
5 _'E_ 5 46 21.0 11.5 I._ 0,8 21,B 21 2(_ 9,0 1,3 0,2 1,4 1.6 III,6 III,8

._E_ _. 5 19,0 11.0 I._ O.B 20,5 1,9 _Ke 11.5 2,1 0,_ 2.8 3.4 III._ 115.2!

7 _T._ 7 _ 16.0 I0,0 1,40 0,8 17.9 18 4(K_ I0,0 1,6 0,I 4,0 4,1 111,6 I19.1!

0 ILl6 t31.t 8 7 14,0 10.0 i.40 0,,9 15,1 15 2.:K} 12,8 2.(, 1.9 _,5 6.4 112.2, 125,7!
9 [{.06i913 9 B 6.0 6,5 1.80 0,8 8,_ 15 240 7.0 0,.9 0,1 1,5 1,6 112,8 127.I
i0 BLD6t.91_ 10 9 5,0 6,0 1,90 O,B 7,6 12 220 9,5 1.5 1.0 _,6 4.6 112.8 131.9
11 [-tDB_813 11 lO ._,,0 5,0 2.(_._ 0,8 4,8 12 3((_ 6,0 0,6 0,7 1,9 2,_, l13,e 191.5
81 WOF,_l.l 12 8 .,.0 9,0 1,50 0,8 9,6 15 150 7,7 1,0 0.2 1.2 1,4 115,4 127.1 i_.7
82 I__ I_'l.t 13 12 5.0 S,_} 1,50 0,8 6,0 12 125 7,5 0,9 0,2 1,2 1.4 1_5.4 129.5
83 BLD6t81_ 14 I.', 3,0 8,0 1.50 0,8 3,8 lO 150 7,0 0,8 0.9 1,5 2,4 115,4 1_.9

t#illFlood_radi_n!

havenosi_i;ic_
beyondthis point?



TABLE 6.9

UT I L I T l ES TECHN[CAL STUDY, PHASE [I

STORM DRAIN SYSTEM

SLF_=-F_:3EDEDBY TABLE H



TABLE6.10

UTILITIES T ECHH ! CAL STUDY, PHASE II

STORMSEWERSYSTEM

2 YEARSTORM

AREA'I'

IlIE FRt'_ITO AREA (AC) fC I O DIA L V Hv HI H BROb_DFIEVATION_ ELEVATION HYI),g@J}IBII$

l LOCATION_E _E I_EIiDITTOTPL (MM) (IN/FR)C (CFS) (IN)SLOPE (FT)(FF'S}V2/2g(FT) (FT) (FT)LPPERENDLOWERENDLPPEREIWDLOI_R_ _ EI_LONI_ENI)

(I) (2) (3) (4) (5) 16) (7) (B) (9) (10) (11) (12) (t3) (14) (15) (16) (17) (19) (19) (20) (21) (22) (23) (24}

I BERTHl.l | OUTFALL 0.8 7.0 0.9 II,0 I.._ O.o 7.6 IS 75 4,3 "0.3 0.2 0.2 0.4 112.1 I07.3 I_.9
2 _A_LREAU 2 I __• L,J 6.2 0.6 9,9 1.4(I O,B 6.9 18 2(KJ 3,B 0.2 0.1 0.3 0.4 111,9 107.7
3 'E' ST_ET .X 2 1.5 3.7 1,0 9,2 1,45 O,° 4..l 12 200 5.4 0.5 0,4 1,0 1,4 III,6 109.1
4 'E'STREET 4 3 0.7 2.20,B B.2 1.55 0.8 2,7 12 22'5 3.5 0.2 0.I 0.5 0.6 111.5 109.7

5 'E"STREET 5 4 O.,R 1.5 0.5 7.5 1.60 0.8 1.9 I0 200 3.5 0,2 0.2 0.6 O.,g I11.6 110.5

21 BERTHI0 2 6 0.5 1,5 1,0 6.0 1,90 0.0 2.3 12 50 2.9 0.I 0,I 0.1 0.2 112.1 107.9 I07,7
22 ,_ 7 0.0 1.0 0.0 5.0 2.00 O,B 1,6 I0 125 2.9 0,1 0,2 0..',, 0.5 112,1 I_.4



TABLE 6.11

UT I L I T I ES TECHNICAL STUDY, PHASE II

STORM DRAIN SYSTEM

5LII_I3ED BY TABLE J



TABLEA
LEGEND

U I IL I T IE S TE CH N IC AL S TU 0Y, P HA SE II lla-NeNand/orReinforcementPipe

llb - Existing Pipeis}

STL_MSL_c_SYST_ 11c- CombinedEquivalentOia.
SLOPE- NoSlopeUsed,becauseol

PressureFic_ Analysis
5Y_ STO_

'A'

LINE FRt'_ TO _ (_) Tc I O OIA OIA DIA L V _N HI H G_J'_ELEVATION_ ELEVATIONHYO.6RAI)EBITS
| LOCATION_ _ INCideNTTOTAL (_} (iNtl,) C (_SI (INI (INI (INi SI._'E (FT} (FPS)V212g(FT} (FT) (FT)UPPERE_ LDtERElql)LFT'E_E_ LO_R_ _ !_ _ E]_

(1) (2) (3) (4} (51 (6) (7) (81 (9) (tO) (Ila) (lib) (11c (12} (13) 414) (15) (16) (17) 418) 419) (20) (21) (22) (23) (24}

1 I OLrlTALL_.0 216.0 40.0 0.90 03 157.7 72 575 5.4 0.5 0.4 0.4 O.B 109.2 107.7 106.9
2 2 I _.0 I_.0 34.0 1.00 0.8 104.8 72 1200 3.8 0.2 0.1 0.4 0.5 119.9 106.2
_, 3 2 2,0 9e,O .-_,0 1,00 0.8 78,4 60 225 3.9 0.2 0,I O,I 0,... 109,1 108.4
4 4 3 24,5 9,5.0 32,2 1,05 0,8 80,1 60 _(s 4,1 0,3 0,2 0,1 0,3 111,1 108.7
5 5 4 2.5 71.5 31.3 1.05 0.8 60.1 54 200 3.8 0.2 0.1 0.1 0.2 109.5 108.9
6 6 5 7.0 69.0 ;9.5 1.10 0.8 60.7 54 4041 3.8 0.2 0.1 0.2 9.3 lll.l 109.2
7 7 6 7.0 62.0 25.5 1.20 0.8 59.5 54 850 .1.6 0.2 0.1 0.4 0.5 llI.l 109.7
B 8 7 2,5 55.0 25,1 1.200.8 52.8 48 I(_I 4.2 0.3 0.I 0.I 0.2 Ill.l 109.9
9 9 8 2,5 52,5 24,6 I._ o.e 50.4 49 I25 4,0 0,3 0.2 0.I 0.3 110.3 110,2

lO IO 9 I,O 50,0 23,4 1.20 0,8 49.0 48. 2E/) 3.9 0,2 0,1 0,1 0,2 I11,1 110.4
II II I0 3.0 49,0 23,1 1,250,8 49,0 ."6 I(_ 6,8 0,8 0,2 0.2 0,4 112,1 110,8
12 12 II 2.0 46,0 22.6 1,250,9 46.9 .% 24._) 6.4 0.7 0.2 0.4 0.6 113,1 111,4

1:_ 13 12 4.5 44.0 _.3 1.25 9.8 44.0 .% 109 6.2 0.6 0.1 0.2 0.3 113.1 111.7
14 14 13 8.5 39.5 21.8 1.25 9.8 ._.9.5 .Vj 250 8.0 1.0 0.4 1.0 1.4 115.1 !13.1
15 15 14 2,0 31.0 21,5 1,_}0.8 32,2 ._ 125 _.5 0,7 0,2 0.3 0,5 118,1 11_.6
16 16 15 4.0 M.O 20.9 1.,,0 0,8 _3,2 30 210 6.2 0,6 0.I 0.5 0,6 119,1 114.2
17 11 16 7,0 _,0 20,2 1,35 0,8 27,9 27 300 7,0 0.8 0,3 I.O 1,3 I2I.I 115.5
19 • 19 17 10,9 19,0 19.4 1.359.8 19.4 24 .'.(_.) .LO 0,6 0,3 0.8 I,I 123.1 l16,&
19 19 18 8.0 18 1.40 0.8 9.9 19 420 5.0 0.4 0.5 1.2 1.7 I25.1 118.1

118.3

21 _, 2 2,9 74.0 19,2 1.35 0.8 _,9 42 _'(:E_2,7 O,I 0,1 O,I 0.2 197._ 108.4 108.2
" ' 4222 2L 29 _,.0 22.0 1_.4 1,400.9 .4o., 425 2.5 O,I O.I O,I 0,2 107.8 108,&

23 _ 21 1,5 19,0 t5,7 i,450,8 '22,0 42 I(0 2,3 O,I 0,1 0.1 0.2 107.9 108.8
24 23 22 4.5 17.5 13.9 1.60 9.8 22.4 33.. 4(_) 3._ 0.2 O.I 0.3 0.4 K_.I 109.2

24 2._ 5.0 13.0 12.0 1.750.8 18.2 30 425 3.7 0.2 O,I 0,4 0.5 110,4 109.7
_6 25 24 2,5. 8.0 9.2 l.qO 0,8 12,2 27 520 3,1 0,2 O,I 0.4 0.5 111,6 119,2
27 DSI 25., 4,5 5.5 3,(II.% 0.8 8.6 ?4 _i(I 2,7 O,I (l.I O,I 0.2 llI,a_ lIO.4

29 2_ OSI 1,0 5.0 2.300,8 1.8 18 ;(0 l,l O,I O.l 0.I (I,_ 113,1 119,6
29Flowsintonew911SiormSe_er



TAREAIH
LEGEND

U l IL II IES TE C HN IC A L S T UO Y, PH AS E II Ira-Newand/orReinforcementPipe
lib-ExistingPi_e(s)

ST(_SEWERSYSTEM IIc- C_binedEquiv+lentOilo

SLOF£-NoSlopeUsed,becauseof
PressureFlowAnalysis

5yEaRSTORM
N_WHSTREETINTE,_T.F__F'T(],_

AREA 'A'

LINE FRt'ttTO ARi_A (AC) fc I Q DtA OIA DIA L V Hv HI H G_'OL_ELEVATI_ CROte_ELEVATION HYD,6RAOIEXIS

! LOCATIORI$_Ntl)LEMAI_4OLEI_T I'OTE(lIM)(IN/_)C (CFS} (IN) {IN) (IN)g.O_£(FI){FPS)V2/2g(F[)(FT) (F'[)UPPEREND LOt_RENDORFERENDLOW_E)_)UPf-'ER_ _

{l) (3 (3) (4) (5) (6) (7) (8} (9) (I0) (lla (lib) (11c)(12)(13)(14) (15)(16)(17) (IB) (19) (_) (21) (7;) (23) (24)

lH DS3 i 89.0 ,'5.5 1.20 0.B 84.5 48 _.0 [.6.6 XK) 42. 0.3 0.2 0.10 0._; 110.4 108.0 107.7
_ L_3 79.0 24.6 1.20 03 75.8 49 30 5_.6 .x75 4.1 0.3 0.1 0.20 0.3 110.6 108.3

,-_ 40 _ 55.0 22.0 1._ 0.8 57.2 46 (15,18,21) 51.3 _,1 3.9 0.2 0.1 0..'4 0.4 I(R.B 108.7
&"l 44 40 47.5 19.5 1.40 03 53.2 49(15,19,21) 50.5 _X_ 3.9 0.2 0.1 0.40 0.5 I11.1 109.2
5H 45 44 _.5 17.0 1.500,8 46.2 42 24 4B,5 4_J 3,6 0.2 0.I 0,20 O..X• tlO.B 109.5

/_1 47 45 _,0 14,6 I._ 0.8 42.2 42 (15,18,21) 45,8 550 3.8 0,2 0,1 0..'4) 0,4 111.5 109.9
7H 52 47 29.0 12,(, 1.70 O.B 39.4 42 tO 43,.1 493 3,8 0.2 0,1 0,30 0,4 118.8 110.3

54 52 19,012.2 1.750,9 2&.6 `% 10(I3.8 0,2 0.I 0.I0 0.2 113.1 110.5

9H 2(, _ 9.0 11.0 1.80 O.B 13,0 24 3(El 4.4 0,3 0,4 0,40 O.B 115,1 111.3

7HI 7 52 9,0 I0,0 1,85 0,8 11.9 24 t8 .'4 350 2.3 O,l 0,2 O,lO 0,3 111.,5 I10./_ 110.3

8111 8 54 10.0 10.0 I._ 0.8 14.9 27 150 3.6 0.2 0.3 0.10 0.4 112.8 !!0.9 110.5

1.3 29 _ 15.0 11.5 1.75 0.8 21.0 24 21 31.9 400 3.9 0.2 0.1 0..t0 0.4 111.1 108.7 108.3
1.4 ,_# 29 11,9 10.7 1.80 0.8 17.1 lB 21 27.7 2(,0 4.1 0.3 0.2 0._ 0.4 110.9 109,1
1.5 31 ,_0 7,6 9,6 1.95 0.8 11.2 1°,9 IS 25.5 _ 7,,1 0.2 0.2 0._,_ 0.4 107.7 109.5
1,6 .",2 31 1,2 7,5 2,00 0,8 1,9 15 200 1.5 0,1 0.2 0,10 0,3 107,7 109.8

I,SI 33 .tl 5,2 9,5 1,85 0,8 7,7 19 8 17.7 2{K, 3,7 0,2 0,2 0,3 0.5 F._,2 II0.0 109.5
!.52 34 _ 2,5 7.5 2,(K) 0.6 4,0 15 B 17 .'.,(_12.5 0,1 0,2 0,2 0,4 1(_._, 110.4

1,41 .+6 .10 .X,t 6,4 2.10 0,8 5,2 15 10 13 225 2,9 0.1 0.1 0,2 0.3 107.0 109.4 109.1
!.42 _ .% 1,7 5,0 2.._, 0.8 .X.I 12 B 14,4 22_ 2,7 0,1 0.2 0,.', O,S I(_,0 109.¢/

(FI_ _ 61
9 9 8 5,0 8,.t 1.c5 O.B '7,8 12 15 19.2 240 3,8 0.2 0,1 0,4 0.5 112.8 !11.4 110.9
10 10 9 4,0 7,4 2,00 O,B 6,4 12 12 17 220 4.0 0.3 0,3 0.4 0,7 112,£ 112.1
II 11 10 2,0 5,0 2,30 O.B 3,7 12 12 17 300 2._ O,I 0,2 0,2 0,4 II_,4 112.5

IFROB_T.AG1
61 12 8 5,0 9.4 1,65 O.B 7.4 12 15 19.2 19) .X,_ 0,2 0,1 0,2 0,_ ll5,a 111.2 !10.9
82 13 12 4,0 £,9 1,% O.B 6,t 12 12 17 175 3.? 02 0,2 (I,2 0,4 I1S,a 111,6
P,.3 14 13 2,5 B,O I.% O,B ._,9 12 I0 IS,L 15(_ 2,9 0,I 0,2 0,2 0,4 I15,4 I12.0



TABLEB
LEEENO

U T | l I r I E S T E C H N I C A L S I U 0 Y, P H A 5 c II Ila " Ke, and/or Reinlorc, . Pipe
lib- Existin9 Pipe(sl

STORMSEWERSYSTEM lie - CoobinedEquivalentOil.
SLOPE- NoSlopeUsed,becauseo1

PressureFIo. Analysis
5 YEARSTORM

AREA'8'

LINE FROM TO AREA (ACI Tc I 0 DIA OIA OIA L V Hv HI N GROUNDELEVATION CRONNELEVATION HYO.6RAOIEN/5
I LOCATIONBANHOLENANHOLEINCREMENTTOTAL (MM) (INIHR) C (CFS) (IN) (IN) (IN) SLOPE(FT) (FPS) V2/29 (PT) (FT) (FT) UPPERENO LONERENDUPPERENOLONERENOUPPERENDLONEREgo

11) (21 431 (4l (51 (61 (7l 48i (91 ([OI (llal (lib) (Ifcl (121 (13_ (14i (15l (161 (17_ ([8_ It?} 420} (21} _221 (23) (24)

I I OUTFALL 51.0 16.3 1,40 0.8 57.1 39 I00 7,0 0.8 O.I 0.20 0.3 111.2 107.2 106.9
2 2 I 48.5 17,8 1.45 0.8 56.3 36 250 7.9 1.0 0.2 0.80 1.0 113.1 108.2
3 3 2 46.6 17.5 1.45 0.8 53.9 36 125 7.5 0.9 0.2 0.30 0.5 113,6 108.7

3A 4 3 25.0 12.9 1.70 0.8 3q.O 30 0.051 600 7.0 O.B 0.4 1.70 2.1 144.1 110.8
12 5 4 28.0 12.2 1.75 0.8 39.2 30 18 35 250 5.8 0.5 O.l 0.40 0.5 148.3 111.3

13A 5 5 25.5 11.8 1.80 O.B 3&.7 30 15 33.5 140 6.0 0.6 0.2 0.30 0.5 159.1 111.8
t3| 7 6 19.5 11.4 1.60 0.9 26.1 24 15 30 135 5.7 0.5 O.I 0.30 0.4 162.1 !12.2

lq g 7 15.0 10.5 1.90 O.g 22.9 24 12 26.8 300 5.7 0.5 0.2 0.70 0.9 [99.1 113.1
IS 9 6 8.0 9.6 2.00 0.8 12.8 19 12 21.6 275 5.0 0.4 0.1 0.60 0.7 206.1 113.8
16 !0 9 1.5 9.0 1.90 0.8 2.3 O 250 6.5 0.7 0.8 3.00 3.8 209.1 117.6

4A DS6 3 19.0 21.0 1.30 0.8 19.8 33 250 3.2 0.2 0.2 0.20 0.4 113.4 108.9 108.5
4B 17 056 IS.O 19.8 1.40 0.8 16.8 33 200 2.7 O.I 0.1 0.10 0.2 113.6 109.1
S 16 17 14.5 19.5 1.40 0.9 16.2 24 I00 5.1 0.4 0.3 0.20 0.5 113.4 109.6
6 5 16 10.5 18,1 1.45 0.8 11.8 24 300 3.7 0.2 O.I 0.40 O.S 114.1 I10.1
7 Iq 5 9.5 17.2 1.45 0.9 9.9 24 175 3.2 0.2 0.1 0.10 0.2 123.1 !10.3
0 13 14 7.0 17.0 1,45 O.O 8.1 15 0,16 60 5.6 0.7 0.6 0.40 1.0 139.1 111.3
9 12 13 7.0 16.6 1.50 0.9 8.4 21 75 3.4 0.2 0.1 0.10 0.2 141.1 111.$

I0 I! 12 6.0 15.0 1.60 0.8 7.7 21 300 3.2 0.2 0.2 0.3 0.5 144.1 !12.0
II 4 11 4.5 13.0 1.70 0.0 6.1 21 300 2.5 0.1 0.2 0.2 0.4 146.3 112.4

I.I 22 I 2,0 7.1 2.05 0.8 3.3 18 125 1,8 0.1 0,1 0.1 0.2 [12.6 107,4 107,2
1.2 23 22 1,5 6.1 2.15 0.9 2.6 15 125 2.2 O.I 0.1 0.1 0.2 112.2 107.6
1.3 24 23 1.0 5.0 2.3 0.8 1.8 12 150 2.3 0.1 0.2 0.2 0.4 112.1 |09.0

2.1 19 2 1.5 8.7 1.95 0.8 2.3 15 125 1.9 0.1 0.2 O.I 0.3 113.1 100._ 100.2
2.2 20 19 1.0 7.f 2.05 O.R 1.6 15 125 1.3 0 O,I 0.1 0.2 113.1 108.7
2.3 21 20 0.5 5,0 2.30 0.6 0.9 12 150 1.2 0 O.I O.I 0.2 113.1 100.9

4AI 25 056 2.5 5.4 2.20 0.6 4.4 15 300 3.6 0,2 0.1 0.5 0.6 113.7 109._ 100.9
4A2 26 25 1,0 5.0 2.30 0.6 1.8 I0 75 3.3 0,2 0,3 0.2 0.5 It5.1 IlO.O

51 16A 16 2.5 14.0 1,50 0,6 3.0 (18_101 20.6 330 1.3 0 0.1 0.1 0.2 113.1 109.9 109.6
52 18 IRA 0,5 5 2.3 0.6 0._ ([9_tOI 20.6 220 0.4 0 O.I O.I 0.2 113.5 I10.0



TABLEC LEGEND

11_- Newandor ReinforcementPipe
U T lL I I I E S T E C H N I C A L S I U D Y, P H A S E II llb-ExistingPipe(s)

llc-CombinedEquivalentOia.

SIOI_Ill'IN SYSTEM SLOCE- NoSlopeUc.,ed_bt_zau_of
PressureFlow_ealysis

SYE¢_STOl_
AREA'C'

LINE FROff TO _A (ACI Tc l 0 OIA L V Hv HI H G_?OONOELEVATION CF?tT,e_ELEVATION lifO,_AI)IENTS

t LOCATIONI'VE 14_E INC_I'IENTTOT_ (I_I (INIHRIC (CFS) (INISLOPE (FTI(FPSI V212G(FT) (FT) (F'i')UPPERENOLO_RENO UPPEREN0LOWERENO UI_ ENDLOIff'REN0

Ill 121 (31 (41 (51 (61 (71 (81 (gl (lOl llll (171 (131 (141 (151 (161 (171 (181 (lql (201 (2ll (221 (231 (241

I I OUTF_I. 7.0 1.0 9.0 2.10 0,8 11.8 74 50 3.8 0.2 0.2 O.l 0.3 112.1 107.2 106.9
2 I 2 4.5 2.0 B.O 2.20 0.8 7.9 24 200 2.5 0.I 0.I 0.I 0.2 113.4 107.4

I 2 3 1.6 1.0 6.0 2.50 O.B 3.2 18 155 1.8 0.1 0.1 0.1 0.2 113.1 107.6
4 3 4 0.9 0.0 5.0 2.70 0.8 1.9 I0 200 3.5 0.2 0.3 0.6 0.9 113.4 108.5

21 2 S 0.9 0.0 5.0 2.70 0.8 1.9 B 2S0 2.4 O.l 0.2 0.3 0.5 113.4 113 107,9 I07,4



TABLE 0
LEBEND

tJT I L I l IE S T E C H N I C A L S T U D Y, P H A S E II lla-,_wand/orReinforceme_tPipe
llb- £xistin0 Pipe(s)

STOR_SEWERSYSTE]I lie-CombinedEquivalent8ia,

.%OPE-PbSlopeUsed,becauseof

Pressure Flow Analysis
5 YEARSTLT,,_

AREA 'D'

LI_E r_qe TO P._A (_C) Tc I 0 OIA DIA DIA L V Hv HI H C_OL_IDELEVATIOtlCRO_EEVATION HYD.GRADIB(TS

LOCATION_DLE l@t_qOL£I,NE_T_IIERTTOTAl.(_1 (IN/HR)C (CFS) (IN} (IN) (IN).q_OF'E(FT)(FPS)_/2g (FT) (FT) (FT)L_R DID LO'_T_RB_DUFTi_De LOWERDe _ Be _ Be

(I) (2) (31 (4) (5) (&) (71 (B) (9) {I0) (ila}(lib) (lie) (12) (l.Z)(14) (15}(l&) (17) (le) (I?) (_) (21) (22) (231 {24)

I I OUTFALL ._4.0 15,4 1,55 O,B 42.2 _ I{_ 7,0 O.B 0,6 0,3 O,q 11.',,5 107,8 106.9

2 2 I 29.0 14.8 I._ 0.8 ILl 21 33 39.I 150 4.4 0,3 0,I 0.I 0,2 11.,.4 IOB.O

3 _ 2 26.0 13,8 l,_ 0,8 ._A..X21 33 39.1 _KI 4,1 0.3 0,1 0,2 0,3 lI.',,B !OB,3

4A 4 I_ 2.1,5 13.0 1.70 03 32,0 21 27 .x4,2 2_ 4.9 0,4 O,l 0,3 0,4 113,1 1_.7
48 6 4 21.5 12..X 1.70 0.8 29.2 27 175 7.4 0,9 0,3 0.5 0.8 113.1 109.5

5 7 6 20.0 11,9 130 0.8 27,2 27 I(XI 6,8 03 0,I O,..l 0.4 I_,,I I09,9

S 6 7 18,5 11.4 135 0.8 25,9 27 150 6.4 0.7 0,4 0,4 0,9 127.1 110.7

7 9 8 133 IT.& 1,80 03 19.4 27 150 4.8 0.4 0.3 0,3 0,6 I'.4,i ill3

8 I0 9 7,0 I0.I 1.85 0,8 10,4 24 300 3.3 0,2 0,I 0,3 0.4 I.,I,3 lllJ

9 II I0 3,5 8,8 1.90 0,8 5,3 15 3_/) 4,4 0,3 0.I 0.9 1,0 I°,.',,I 1123

I0 12 II 2.5 7,5 2,00 0.8 4.0 12 400 5.0 0.4 0.5 l.? 2.4 210,I 115,1

1,1 13 ! 4.0 6.8 2,05 0,9 63 15 15 21.2 475 2.7 0,1 O.t 0.3 0.4 tl3,5 106.2 107.8
1,2 14 1.X 1.5 6.0 2,20 0,8 2,_ 15 100 2,1 0.1 0,I O,I 0.2 111,7 100.4

1.3 15 14 l,O 5,0 2.30 0.8 l,B 10 200 3.3 0,2 0,3 0.5 0.8 llS.l 109.2

21 IS 2 1.5 9,8 1.15 0.8 2,2 15 125 I,B 0,1 0.1 0.1 02 112,5 109.2 IOB,O
22 17 16 t,5 9,2 1.90 0,8 2.3 12 tO0 2,9 0,1 0,1 0,2 O.T, ll;,l 106,5
23 19 17 1,0 7,5 2,00 0.8 1.6 I0 8 13.8 150 l,S O,l 0,2 0.I O,,X II.'.,_ I08.8

.it 19 0S5 l,O 9.0 1.95 0.9 l,b tO 8 13.9 I_L_ 1.5 0,1 O,I O,I 0.2 It3,5 100.5 loB.3

.X2 20 19 0,5 7,5 2,00 0,8 0.8 8 75 2,.X 0.I 0.2 0,2 0.4 113.5 !OB,9

4AI _1 4 I,O S.O 2,30 0.8 t.9 I0 2_J 3..t 0,2 O..t 0.6 0.9 llq.I 109.5 IOB.7

61 _.5 7 .t.O 9,7 1.90 0.8 4._. 16 _9 2,5 0.1 0,1 0,2 0,_ 1_1,4 Ill& 110.7
62 26 25 2,5 8,l 2,00 (t,8 4,0 15 3(_) .L2 0.2 O.I 0.5 0,6 I_I,4 ill.&

63 27 26 1,5 6.e 2,10 O,B 2,5 12 250 .',,2 0,2 O,l 0,5 0,6 131,4 II2.2
_ _ 27 1,0 .5,0 2,_ 0.8 1,8 I0 350 3,2 0,2 0,3 0.8 l.l l.',1,4 1l_.3

l,ll 22 13 1,5 7,4 _,0 0,8 2,4 12 I_0 3.0 O,l O.l 0.._. O,l 111,7 IOB,9 100.5
1,12 _'., _2 1,0 5: _,?0 O,,S l,.q I0 9 13.8 175 1,7 0,I U,I 0,I 0,_ lll.l 109,1

1,13 _I ?._ 0,5 5.0 2,.U 0,8 (!,_' B I(<_ _,5 0,I (I._ 0,2 0.4 ' ' 109,5



TABLEE
LEG_

U T I L I I I E S T EC H N I CA L S T UD Y, PH AS E I/ Ila- Hewand/orReinforcementPipe
11b-ExistingPipe(s)

Sf_iSE_J_SYSF_ tic-CoabinedEquivalentDia,

.qLOC_-NoSlopeU':_I,becauseo(
PressureFlow_aly_.is

5 ENd'STO,C_

AREA'E'

tIRE FRt_ TO A,_,'F.A(AC) Ic I 0 DIA DIA DIA L V _ HI H -C,KOL_I)EI.EVATI_CRC,_4ELEVATIONlffl),g_W)IB_'S

! LOCATIONli_,l_OLE_ INCR_-ENI"TOTAL (_) (IRIHR)C (CFS} fIN) (IN) (IN)SLOPE (FT)(FF'S)V2/2_(FT) (FT} (FT)L_:_RENDLG'_R_ El:fiRENDLOWERE_}UFf-ERD_)IOWI_B_)

(I) (2} (3) (4) (5) (6} (7) (9) (9) (I0) (lla}(lib}(Ilc)(12) (13)(14_ (15)(16) (17) (18) (19) (_i) (21) (22) .(_) (2Jl)

I I OUTFALL 27,0 13.4 1,600.8 34,6 30 200 7,2 O.B 0,I 0,6 0,7 110,3 111.1 107.6 106J;
2 2 I 21,0 12,B 1.65 0.B 27.7 27 _0 7,1 0,B 0.b 0,B 1.4 112.2 109.0
3 3 2 12,0 12,1 1.7003 16.3 27 175 4.3 0,3 0.2 0.2 0,4 113,5 109.4

4 4 .t 7,0 10,[ 1.8_ 0.8 10,4 15 18 23.4 450 3,5 0,2 0,2 0,5 03 112,_ ll0.1
5 5 4 4.5 9,5 1.90 O.B 6.B 15 15 21.2 169 2.7 0,1 0,I 0.1 02 113.1 110.3
6 6 5 3,5 8.0 1.9503 5,5 15 12 19,2 2_ 2,7 0,1 0.2 0,2 0,4 112,5 II0.7

11 l I 4,0 11.2 I,BO 03 5.B 15 12 1q,2 ._,._)2,8 0,1 0.1 0,3 0,4 I13.3 lOB.O 107.6
12 8 l 3.0 10,0 1.85 0,B 4,4 15 2_J 3.5 0.2 0.2 0,5 0,7 111.6
13 23 9 1,5 B.O I,% O,B 1,6 12 Zw) 2,1 0,I 02 0,2 0,_ II_,I

21 10 2 7.0 12,1 1,70 0,8 9,5 Ig 75 5,3 0,5 0,4 0,2 0,_ 113,1 109.6 107.0
II I0 5,0 11,2 1.75 O,B 7,0 12 15 19,2 175 3.4 0.2 0,2 0,2 0._ 113.1 110.0

22B 12 11 2,0 102 1,80 O,B 2.9 15 75 2,3 0.1 0,1 0,1 0,2 III.9 110.2

2.t 13 12 1,5 9,4 1.90 0,B 2,3 12 225 3,0 0,1 0,1 0,_ 0,5 111,6 If0./
24 14 13 1,0 9,1 1.90 0.8 1.5 lO 50 2.7 O.I 0.1 O.I 0.2 I11.,_ 110.';
.'5 15 14 (,.5 e.0 1,95 0,8 0,e e IS0 2.3 0,1 (,.2 0._ 0.5 I_._ I11.,I

11 19 3 4,0 11,5 1.15 0.8 5.6 12 12 17.0 225 3,4 0,2 0,2 0J, 0,5 I1_._ 10_.9 1_.4
32 20 19 2.5 10.0 1.85 0.8 3.7 12 10 15.& 2.r,g 2.8 0.1 0.2 0._ 0.5 113.5 110.4

R£,_R_EDTO_,_(..A'F'
34 F_EE.'SEDTOAF_,_A'F'

22AI 17 II 2,5 12,3 1.70 0.9 3,4 15 200 2,7 0,1 0,1 0.2 0.3 111,9 110.3 I10.0
22A2 10 I1 1,5 11,5 1.75 0,8 2.1 12 125 2,6 0,1 0.I 0,2 0.3 III,2 110.6
22A3 4 19 1,0 10.0 1.85 0.8 13 12 175 2.0 0.1 0.2 0.1 0.3 111.6 110.9



TABLEF
LEGEND

U T I L I T 1E S T E C H H I C A I S T U 0 Y, P H A S E II Ila - Ne. and/orReintorcementPipe
lib - Existin9 Pipe(s)

STOReSEWERSYSTEe Ilc- CombinedEquivalentDia.
SLOPE-NoSlopeUsed,becauseo!

PressureFIONAnalysis
5 YEARS[OR_

AREA'F"

.lllE FRON TO AREA (AC) lc I 0 OIA OIA OIA L V Hv HI H GROUNOELEVATIONCROWNELEVATION NYO.GRADIENTS

I LOCATIONNANHOLEflANHOLEINCRENENTTOTAL (ee_ (INIHR) C (CFS) (IN} 1IN) (IN) SLOPE (FTI IFPSI V2/2g (FTI (FT) (FT) UPPERENOLOWERENOUPPERENDLOWERENDUPPERENOLOWERENI

Ill (2) (31 (41 (51 I&} (7) 181 (91 (10) (lima (lib) lilt) 1121 (131 (141 1151 (161 (171 (IN) (191 (20! (211 (221 1231 (24)

I I OUTFALL 20.0 16.0 1.50 O.B 24.0 30 250 4.8 0.4 0.2 0.4 0.6 112.1 112.1 107.5 106.9
2 2 I 17.5 1_,9 1.55 O.B 21.7 30 275 4.4 0.3 0.1 0.3 0.4 112.1 107.9
3 3 2 14.0 12,0 1.70 O.B 19.0 27 500 4.7 0.4 0.4 0.7 1.1 112.0 109.0
4 4 3 2.5 I0.0 1.50 O.B 3.0 24 150 0.9 0.1 0.1 0.1 0.2 111.9 109,2
5 46 (11 4 0.5 5.0 2.30 O.B 0.9 24 300 0.3 0,1 0.2 O.I 0.3 112.2 109.5

31 6 3 4.5 12.4 1.70 O,B 6.1 16 275 3.5 0.2 O.t 0.4 0.5 115.0 it2.0 109,5 109,0
32 7 6 3.0 11.2 1.80 O.B 4.3 15 260 3.5 0.2 0.2 0.4 0.6 tl2.6 I10.1

32A 9 7 1.5 I0,0 1.85 0.9 2.2 12 200 2.B 0.1 0.2 0.3 0.5 112.6 110,6

311 iO 6 0.5 5.0 2.30 0.9 0.9 lO 75 1,6 O.t 0.2 O.I 0,3 113.1 109.6 109.$

4i II 4 I.O 7,0 2.05 O.B 1,6 IB 200 0.9 O.I 0.1 0.1 0.2 113.1 109.4 109.2
42 10 I1 0.5 5.0 2.30 0.8 0,9 8 300 2.5 0.1 0.2 0.6 O.B I]3.i 110,2

3A t2 3 5.0 11.5 1.75 O.O 7.0 i5 130 5.7 0.5 0.3 0.6 0.9 1i2.6 109.9 109.0
38 13 12 4.5 10.9 i.80 0.6 6,5 12 12 17 140 4.0 0.2 0.1 0.3 0.4 )13,1 110.3
3C(111 21 13 4.0 I0.0 1.85 O.B 5.9 15 250 4.B 0.4 0.5 O.B 1.3 113.4 Ill.&

Ill - 46, Banhole4, AreaG

[U! - OeversionfromAreaE



TABLEG

LEE_

U T [L IT IE S TE CH N [C AL S TU DY, P HAS E l[ 11a-NeMand/orReinforcesentPipe

lib-ExistingPipe(s)
STORM._-'EI_RSYSTEM tic - Coabin_EquivalentDia.

SL_-'E- NoSlopeUsed,becauseof
PressureF/oNAnalysis

5 YEAR STOR_

_EA 'G'

LINE FR_ TO AF,EA (AC) T¢ [ 0 OIA OIA OIA L V H_ HI H C',_*!DELEVATIONC_0_EL_'ATION HYI).8RADIDITS

I lOCATION_OLE MA_IgLEINC_MENTTOTAL (_4} (INIHR} C (CFS) (IH) (IN) (IN} c.tC_ (FT) (FF_) V2/2g (FT) (FT) (FT)LF_RENDL_R ENDUF_ERENDLO_ EN__ ENOLOW_E_

{I) (2) {3] 14) 15) (B) {7) (B) (9} {I0) (11a) (llb) (Iic) {12} (13) (14) {15) (IB) (17) (18) (19) (_) (21} (_) (2_} (24)

I I OUTFALL 15.0 15.A 1.450.8 17.4 24 2{K_ 5.5 0.5 0.2 0.5 0.7 111.7 107.6 106.9
2 2 I 14.¢ 14.3 1.5<I 0.8 16.8 24 4(K_ 5.,_ 0.4 0.I 0.9 1.0 I13.1 108.6

._ 2 II.5 12,4 1.70 0,8 15._ 24 _ 4.8 0,4 0,3 1.0 1.3 I12.6 log.9
4 4_ ._ 8.5 10,7 1.75 0,8 11.9 24 375 3.7 0,2 0.I 0.4 0,5 112.2 110.4
5 5 _ _..5 9.B 1.85 0,8 9._ 21 _K) 3,9 0.2 0,1 0,3 0,4 111,6 llO.B

8 5 4,0 9,7 I,_ 0,8 B.I 19 2_,) 3.4 0,2 0.3 0.3 0._ III._ 111.4

7 _ 7 ReversedtoAreaA InewHSt.interceptor)

61 15 _ 2.0 7.0 2.05 0.8 3.3 12 I0 15.6 250 2,5 0,I 0,2 0,3 0.5 I{3.1 III.9 I!I.4



TABLEH

LEGEND

U T [ L [ T I E S T E C H N I C A L S T U D Y, P H A S E [[ Ila - Newand/or ReinforcementPipe
lib - Existin9 Pipe(s)

STORMSEWERSYSTEe lie - Co,binedEquivalentOia.
SLOPE- NoSlopeUsed,becauseof

PressureFlow Analysis
5 YEARSIOR_

AREA'H'

LINE FROB TO AREA (AC) Tc l O OIA 01A DIA L V HY HI H OROUNOELEVATIONCROWNELEVATION NYB.GRAOIENTS

I LOCAIIONBANHOLEBANHOLEINCREBENITOTAL (MM) (INIHR)C (CFS) (IN) (IN] {IN) SLOPE (FTI (FPS) V212g (FT) (FIt (FI}UPPEREND LOWERENDUPPERENDLOWERENO UPPERENOLOWERENO

(!1 121 (31 14) (5) (6) (l) 48) (9) (101 (lla) (lib) (lie) (121 (131 (14) (IS) (161 ([71 (IB) {191 (201 (2[} (22} (231 4241

I I OUIFALL 34.0 17.6 1.35 0.80 36.7 42 220 3.8 0.2 0.10 0.10 0.2 111.7 111.30 i07.1 106.9
2 2 I 30,0 16.9 1.40 0.00 33.6 36 200 4.6 0.3 0.10 0.20 0.3 111,2 -107.4
3 3 2 28.0 16.0 1,45 0.80 32.5 36 200 4,6 0.4 0.20 0.20 0.4 111.3 107.8

4A 4 3 16.0 15.3 1.45 0.80 lB.& 30 200 3,7 0,2 0.10 0.20 0.3 109.3 IOB.I
4B 5 4 14.0 14.5 1.50 0.80 16.8 27 200 4,1 0,3 0.20 0.20 0.4 111.3 108.5
5 6 5 I0.0 13.0 1.60 0.80 12.8 24 375 3.9 0.2 0.10 0.50 0.6 111,6 109.1
6 7 6 1.O I1.7 1,70 O.BO 9.5 18 425 5.3 0.4 0.10 1.30 1.4 112.4 110.5
7 8 7 (.0 10.9 1,80 0,80 5.8 15 200 4.7 0.4 0,30 0.60 0.9 [12.1 111.4
B 9 B 2,0 10.0 1.85 0.80 3.0 12 200 3,7 0.2 0.30 0,50 0.8 112.2 112.2

I.I 10 ] 0.5 B.O 1.95 0.80 0.8 IS 200 0,7 0.1 0,20 0.10 0.3 111.7 107.4 107.10

1.2 11 I 1.5 B.O 1.95 0.80 2.3 15 300 I.R 0.l 0,20 0.20 0.4 Ill.6 107.5 107.10"

31A 12 3 11.0 14.5 1.50 0.80 13.2 24 150 4.2 0.3 0,20 0.20 0.4 111.2 108.2 107.80
31B 13 12 B.O 13.4 1.60 0.80 10.2 24 225 3.2 0.2 0.10 0.20 0.3 Ill.2 [08,5
32 14 13 6.0 12.4 l.lO 0,80 8.2 21 200 3.4 0.2 0.10 0,20 0.3 i]i.3 108.8
33 15 14 4,0 11.4 1.70 0.80 5.4 18 200 3.0 0.1 0.10 0.20 0.3 IIt.B 109.l
34 16 IS 2.0 10.0 i.BS O.BO 3.0 15 200 2.4 0.i 0.20 0.20 0.( 1[[,4 109.5

]11 17 12 2.0 8.9 1.90 0.80 3.0 12 200 3.8 0.2 0,20 0.60 0.8 111.6 109.0 108.20
312 18 II [.0 8,0 1.95 0.80 1.6 10 150 2.9 0.1 0,20 0.30 0.5 Ili.3 109.5

41 19 S 2,0 12,( 1.70 0.80 2.7 iB 200 I,S 0.1 0.10 0.10 0.2 109.1 108,7 I08.50
42 20 19 1.0 10.0 i.BS 0.80 1.5 iS 175 1.2 0.1 0.20 0.10 0.3 107.2NOTE:WILLFLOOR 109.0



TA[4LEI
LEG_I}

II 1' I L ! I' I E $ T E CH g ! C AL S r u o Y, P HA SE 11 l[a - New_dlor Reinforce_tPipe
11b-ExistingPipe(s)

STORMS_R SYSTEM llc- CombinedEquivalentOia.
_ -NoSlowUs_N,becauseof

PressureFIoNAnalysis
5YEARSTOR_

A_EA 'I'

LI_ FI_ TO _REA (E) lc I O OIA DIA I)IA L V _' HI H _llO ELEVATIOtlC_'O_ELEVATI_ lifO._',AOIDfl'S " "
I LOCATi[_/_k_O.Etg_'LE 1_ TOTAl. (_) (IN/fiR) C ((_S) (IN) (IN) (IN) SLC_ (FT) (FF_J)_/29 (FT) (FT) (FT)L_'F_F:END LC_ERENDLff'ERENDL0t_ E_ I_-'ERF_NOLO_ EM)

111 (21 (31 (41 (51 (6) (71 (8) (q) (1rl) (llal (lib) (llc) (121 (13) (14) 4151(Ib) (171 (1_) (1_) (_) (21) (_21 (231 (24.1

I I OL_ALL 7,0 12,2 11700,8 9,5 IS 75 5,3 0,5 0,2 0,2 0,4 112.1 107,3 I06,9
2 2 I 6,2 11,5 1,750,8 8,7 IS 2(_) 4.9 0._ 0,2 0,6 O,S 111,9 I08.I

3 2 3,7 10,7 1,800,8 5,3 I0 12 15,6 200 4,0 0,3 0,3 0,4 0,7 .I11.6 106,8

4 4 3 2.2 9.2 1.90 0.8 3.3 I0 12 15.6 225 2.5 0.I 0.I 0.2 0.3 111.5 I_.I
5 5 4 1,5 7,5 2.00 0,8 2.4 I0 I0 14,4 2(N) 2,0 0,I 0,2 O,I 0,3 111.6 109,4

21 2 6 1.5 8.2 1.95 0.8 2.3 I0 50 2.9 0.I 0.I O.l 0.2 I12.1 10_.3 108.1
22 7 _ 1.0 7.5 2.00 0.8 1.6 I0 125 2.9 0.I 0.2 0.2 0.,_ I12.I I0_.7



TABLE
LEGEI_

U T |L IT IES TE CH N !C A L 5 TU 0Y, P HA 5E 11 11a-Newa,ndlorP,ein{orcelentPi_
llb-ExistingPi_(s)

STO_SEWERSYSTEM llc-CombinedEquivalentOia.

S_.C_-NoSlopeUsed,becauseo;
Pressure Flow Analysis

5Y_R STeM

AREA5'

LINE _ TO ¢_REA (_) Tc I 0 OlA OIA OIA L V H_ HI H G,qOL_OELEVATION_ ELEVATION HYO,8RAO|ENT5

I LOCATIONMG,SiHOLE14AK_LI.EI,'_'kE_NTTOTAL (_'t_)(IH/H_}C {_S) {INl (IN] (IN}SLC_:_IFT)(FF_J}V2/2g(FT! (FT) (FT)LIFf'ERE,_DLC_ERENDLPFERE'NOLOWER_ UPPERE}_]LOWER

(|) (2) (3} (41 (5) (6) (7) (8) (9) (10) (lia) (lib) (llc) (12) (13) (14} (15) (16) (17.) (1_,} (19) (Z(ll (21) (2_) (231 (24}

I I CLrTFALL 7.4 8,2 2,00 0.8 11,8 27 100 3.0 0.I 0.I 0.I 0.2 111.9 112.1 I07.| I06.9

2 2 I 2.3 7.1 2,05 0.8 3,9 15 2(_ 3,0 0.I 0,1 0.3 0,4 111.8 107.5

3 3 2 1.6 6.5 2,10 0.8 2.7 12 13(:3.4 0,2 0.I 0,3 0,4 J12.0 107,9

4 4 3 I.I 6.0 2,15 0.8 1.9 I0 I(K_``..50.2 0,2 0,3 0,5 112,0 109.4

5 5 4 0,5 5,0 2,.'00.8 0,9 8 150 2,5 0.I 0.2 0.3 0.5 112.2 108.9
-)

l.l 6 I 1.7 6,7 2,10 0,8 2.9 12 130 3.7 0.2 0.1 0,4 0.5 111.9 107.6 107.1

1.2 7 6 1.0 5.9 2.15 0.8 1,7 10 150 3,1 0.2 0,1 0.4 0.5 111.9 108.1

1.3 8 7 0,5 5,0 2,_ 0.8 0.9 8 130 2,5 0.1 0.3 0,3 0.6 112,0 108.7

II 9 I 2.9 6.6 2.10 0,8 4,9 15 leO 3.9 0.2 0,I 0.4 0,5 110.7 107.6 I07.I
12 I0 ? 1,4 S.O 2.15 0,8 2,4 10 15(1 4,4 0,3 0,3 0.7 1.0 110.2 108.6

13 II tO 0.5 5.0 2,_ 0.8 0.9 8 150 2.5 0.I 0.2 0,3 0.5 110,1 10%1



The following is a description of the columns of the storm drain

computation tables for the two and five year storm analyses.

Column (I) This column lists the pipe run number shown on the

respective network diagrams

Column (2) This column lists the general location of the pipe
run

Column (3) This lists the upstream manhole number

Column (4) This lists the downstream manhole number

Column (5) Not used

Column (6) Tributary area in acres draining into a pipe run

Column (7) Time of concentration in minutes

Column (8) Rainfall intensity in inches per hour

Column (9) Runoff coefficient

Column (i0) Runoff in cubic feet per second

Column (lla) Diameter of new pipe

Column (llb) Diameter of old (existing) pipe

Column (llc) Equivalent diameter of new & old pipe

Column (12) Slope from manhole to manhole - not used because of
pressure flow analysis

Column (13) Length of pipe between manholes in feet

Column (14) Flow velocity in feet per second
2

Column (15) Velocity head in feet (V /2g)

Column (16) Energy loss in feet (Hv)

Column (17) Friction loss in feet (HI)

Column (18) Total loss in feet (H=Hv + HI)

Column (19) Ground elevation - upper end

Column (20) Ground elevation - lower end

Column (21) Elevation top of pipe - upper end

Column (22) Elevation top of pipe - lower end

Column (23) Hydraulic grade line elevation - upper end (Hg )
U

(Hg = Hg + H)
U L

Column (24) Hydraulic grade line elevation - lower end (Hg )
L
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PART D LIST OF DRAWINGS & FIGURES

Dr awing

No. Description

SD-I thru SD-2 Existing Conditions Storm Drain System

SD-3 thru SD-4 Master Utility Plan Storm Drain System

Figure 6-1 Intensity-Duration-Frequency Curves for
San Francisco

Figure 6-2 Intensity-Duration-Frequency Curves for
Hunters Point, et al (Source U.S. Navy)
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